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 ﺧﻼﺻﺔ اﻟﺮﺳﺎﻟﺔ
 
  ﻧﺎﺟﻲ أﺣﻤﺪ اﻟﻤﺼﻌﺒﻲ: ﺳﻢ اﻹ
 ﺗﻄﺒﻴﻘﺎت ﻓﻲ دیﻨﻤﻴﻜﺎ ﻧﻈﻢ اﻟﻘﻮى اﻟﻜﻬﺮﺏﺎﺋﻴﺔ:  ﺗﺼﻤﻴﻢ  ﻡﺘﺤﻜﻤﺎت ﻡﺜﺎﻟﻴﺔ ﻡﺘﻐﻴﺮت اﻟﺒﻨﻴﺔ:ﻋﻨﻮان اﻟﺮﺳﺎﻟﺔ
  ﻡﺎﺟﺴﺘﻴﺮ ﻓﻲ اﻟﻌﻠﻮم : اﻟﺪرﺟﺔ اﻟﻤﻤﻨﻮﺣﺔ
  ﻟﻬﻨﺪﺱﺔ اﻟﻜﻬﺮﺏﺎﺋﻴﺔ ا:ﺣﻘﻞ اﻟﺘﺨﺼﺺ
 م 4002 یﻮﻧﻴﻮ:ﺕﺎرﻳﺦ ﻡﻨﺢ اﻟﺪرﺟﺔ
  
ﻭﺘﻡ ﺘﺼﻤﻴﻡ . ﺘﻨﺎﻗﺵ ﻫﺫﻩ ﺍﻟﺭﺴﺎﻟﺔ ﺘﺼﻤﻴﻡ ﻤﺘﺤﻜﻤﺎﺕ ﻤﺘﻐﻴﺭﺓ ﺍﻟﺒﻨﻴﺔ ﻟﻤﺴﺎﺌل ﻤﻬﻤﺔ ﻓﻲ ﻨﻅﻡ ﺍﻟﻁﺎﻗﺔ ﺍﻟﻜﻬﺭﺒﺎﺌﻴﺔ
ﻭﻤﻥ ﺍﻟﻤﺴﺎﺌل ﻓﻲ ﻨﻅﻡ .  ﺨﻭﺍﺯﻤﻴﺎﺕ ﺃﻤﺜﻠﻴﺔ ﻹﻴﺠﺎﺩ ﺍﻟﻭﻀﻊ ﺍﻷﻤﺜل ﻟﻠﻤﺘﺤﻜﻡ ﻤﺘﻐﻴﺭ ﺍﻟﺒﻨﻴﺔ  ﺍﻟﻤﺘﺤﻜﻤﺎﺕ ﺒﺈﺴﺘﺨﺩﺍﻡ
ﺔ ﺇﺴﺘﻘﺭﺍﺭ ﺩﻴﻨﻤﻴﻜﺎ ﺃﻨﻅﻤﺔ ﺴﺄﻟﺍﻟﺘﺤﻜﻡ ﻓﻲ ﺘﺭﺩﺩﺍﺕ ﺍﻷﺤﻤﺎل ﺍﻟﻜﻬﺭﺒﺎﺌﻴﺔ ﻭ ﻤ: ﻴﺔ ﺍﻟﺘﻲ ﺘﻨﺎﻗﺸﻬﺎ ﺍﻟﺭﺴﺎﻟﺔﺍﻟﻁﺎﻗﺔ ﺍﻟﻜﻬﺭﺒﺎﺌ
ﻭﺘﻌﻜﺱ ﺩﺍﻟﺔ ﺍﻟﻬﺩﻑ ﺍﻟﻐﺭﺽ ﻤﻥ . ﺘﻡ ﺇﻴﺠﺎﺩ ﺍﻟﻭﻀﻊ ﺍﻷﻤﺜل ﻟﻠﻤﺘﺤﻜﻤﺎﺕ ﺒﺘﺼﻐﻴﺭ ﺩﺍﻟﺔ ﺍﻟﻬﺩﻑ. ﺍﻟﻘﻭﻯ ﺍﻟﻜﻬﺭﺒﺎﺌﻴﺔ
.  ﺍﻟﺘﺫﺒﺫﺒﺎﺕ ﻓﻲ ﺇﺸﺎﺭﺍﺕ ﺍﻟﻤﺘﺤﻜﻡﻭﻴﺸﻤل ﻫﺫﺍ ﺍﻟﻬﺩﻑ ﺘﺤﺴﻴﻥ ﺩﻴﻨﻤﻴﻜﺎ ﺃﻨﻅﻤﺔ ﺍﻟﻘﻭﻯ ﺍﻟﻜﻬﺭﺒﺎﺌﻴﺔ ﻤﻊ ﺘﻘﻠﻴل. ﺍﻟﺘﺼﻤﻴﻡ
ﻭﺘﻡ ﺘﻘﻠﻴل ﺍﻟﺘﺭﺩﺩﺍﺕ ﻓﻲ ﺇﺸﺎﺭﺓ ﺍﻟﻤﺘﺤﻜﻡ ﺒﺘﻐﻴﻴﺭ ﺍﻟﻜﺴﺏ ﺍﻟﻤﺴﺘﺭﺠﻊ ﻓﻲ ﺍﻟﻤﺘﺤﻜﻡ ﺒﻨﺴﺒﺔ ﻤﻌﻴﻨﺔ ﻋﻨﺩ ﺘﻘﺎﺭﺏ ﺍﻟﺩﺍﻟﺔ 
 ﻭﻴﻤﺜل ﺍﻟﺘﺼﻤﻴﻡ ﺍﻟﻤﻘﺘﺭﺡ ﻓﻲ ﺍﻟﺭﺴﺎﻟﺔ ﻁﺭﻴﻘﺔ ﻤﻨﻅﻤﺔ ﻭﺒﺴﻴﻁﺔ ﻹﻴﺠﺎﺩ ﺍﻟﻭﻀﻊ ﺍﻷﻤﺜل ﻟﻠﻤﺘﺤﻜﻡ ﻭﺘﻡ .ﺍﻟﻬﺩﻑ
       . ﺃﻨﻅﻤﺔ ﺍﻟﻘﻭﻯ ﺍﻟﻜﻬﺭﺒﺎﺌﻴﺔﻤﻘﺎﺭﻨﺘﻬﺎ ﺒﻁﺭﻕ ﺃﺨﺭﻯ ﻓﻲ ﻤﺴﺎﺌل ﺍﻟﺘﺤﻜﻡ ﻓﻲ
 ﺍﻟﺘﺤﻜﻡ ﺍﻟﻤﺘﻐﻴﺭ ﺍﻟﺒﻨﻴﺔ،  ﺍﻟﺘﺤﻜﻡ ﻓﻲ ﺘﺭﺩﺩﺍﺕ ﺍﻷﺤﻤﺎل، ﺘﻭﺍﺯﻥ ﺃﻨﻅﻤﺔ ﺍﻟﻘﻭﻯ ﺍﻟﻜﻬﺭﺒﺎﺌﻴﺔ، ﺨﻭﺍﺭﺯﻤﻴﺎﺕ  :ﻤﻔﺭﺩﺍﺕ
  . ﺃﻤﺜﻠﻴﺔ ﺘﻜﺭﺍﺭﻴﺔ
  
  درﺟﺔ اﻟﻤﺎﺟﺴﺘﻴﺮ ﻓﻲ اﻟﻌﻠﻮم
  ﺟﺎﻡﻌﺔ اﻟﻤﻠﻚ ﻓﻬﺪ ﻟﻠﺒﺘﺮول و اﻟﻤﻌﺎدن
 م4002ﻳﻮﻥﻴﻮ 
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CHAPTER 1 
 
 INTRODCUTION AND LITERATURE SURVEY 
 
Power system stability and control methods are one of the most important subjects in 
the operation of contemporary electric utilities. It is a topic of broad history and 
extensive research has been done in this field. Power systems are rapidly expanding 
and are in continuous need for control methods in order to maintain both stable 
behavior and reliable operation. This involves meeting the load demands at all the 
time and sustaining constant frequency and voltages for the system. The control of 
power systems is composed of many elements. The categorization of these elements 
differs from one source to another; but they all incorporate the same concepts. Figure 
1, shows an overview of power system controls, emphasizing the areas studied in this 
thesis [1].  
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Figure  1- 1: Power System Control elements: Overview. Shaded parts indicate parts 
considered in this study 
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In this thesis, two important power system problems are studied. The first one is the 
Load Frequency Control (LFC). The second problem is the power stability problem 
where the supplementary excitation control is used in damping oscillations of 
synchronous machine. This thesis will study the application of Variable structure 
controllers (VSC) to these problems. In literature, many authors investigated the 
application of VSC to both the LFC problem ( [13]- [21]) and the design of power 
system stabilizers in ( [38],  [39],  [53]- [58]). However, these methods emphasized 
more on using the linear model of the system excluding nonlinearities. Furthermore, 
these methods lack a systematic way in arriving at the switching feedback gains of 
the VSC. In this thesis, optimally designed VSC using iterative heuristic optimization 
algorithms is suggested and applied to power system dynamic problems. The models 
studied included the effect of nonlinearities.  
The merits of VSC are improved transient behavior and robustness. In addition, this 
thesis introduces a simple and systematic way of arriving at the optimal settings of 
the controller. Conventionally, the design procedure of VSC involves two main steps: 
1- The design of a suitable switching surface that will guarantee a stable behavior of 
the system once the states are sliding along it. 
2- Designing a suitable control law that will guarantee the reaching condition and will 
maintain the states on the designed sliding surface. In this thesis, discontinuous type 
control law is adopted. However, unlike conventional methods of design where trial 
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and error is used to arrive at the optimal gains, the feedback gains are optimized by 
iterative heuristics algorithms.  
VSC controllers suffer from the problem of chattering. The problem of reducing the 
chattering in the control signal of the VSC is also addressed in this thesis. This was 
done by two ways: 
1- Including a scaled factor of the control effort or scaled factor of the deviation in 
the control effort into the objective function of the design. 
2- Scaling the feedback gains of the VSC when the integral of square error converges. 
Both methods were found to dramatically reduce the chattering. 
The first problem tackled by this thesis is that of Load frequency control (LFC). In 
LFC, a sudden change in the loads causes a proportional change in frequency of the 
generating units. This change in frequency is fedback through the regulator and 
integral controller to the governor. A supplementary control signal, in our case from 
the VSC, is added with these signals and fed to the governor. The governor will then 
open or close the steam valve of the turbine to supply the required power. The VSC 
switching feedback gains and switching vectors are designed optimally using GA, 
PSO, and TS. The other problem studied in this thesis is that of electrical machines 
dynamics and damping of oscillations through supplementary excitation control. 
Conventionally, Power system stabilizers (PSS) are used for this purpose. However, 
this thesis will study the application of the VSC type stabilizer. Again, the VSC will 
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be tuned using iterative heuristic optimization algorithms to arrive at its optimal 
settings.  For these two problems, various techniques were suggested in the literature. 
A summary of these methods is given in the following sections. First, an overview of 
the reported techniques applied to LFC problem will be discussed. Then, a literature 
survey of the methods used for damping oscillations in synchronous machine through 
supplementary excitation control is presented. 
1.1 Load Frequency control 
 
In the past years, many techniques were proposed for the supplementary control of 
LFC systems ( [2]- [21],  [23],  [24]). Conventionally, PI and PID controllers are used 
for LFC ( [2]- [4]). However, PI has many drawbacks, some of which are long settling 
time and relatively large overshoots in the transient frequency deviations. 
Furthermore, utilization of optimal control theory was examined in ( [5],  [6]). The 
controller design is normally based on the parameters of the linear incremental model 
of the power system which, in turn, depend on the condition of the power system. 
Therefore, the linear optimal controller is sensitive to variations in the plant 
parameters or operating conditions of the power system. Moreover, the linear optimal 
controller yields unsatisfactory dynamic response in the presence of Generation Rate 
Constraint (GRC)  [7]. Furthermore, application of adaptive control theory to the LFC 
problem was found to eliminate some of the problems associated with optimal and 
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classical control methods. In  [8], a model reference adaptive control was applied for 
the LFC problem based on the hyper stability method. However, the controller had 
problems when GRC is introduced. Other techniques of designing the secondary 
control loop for the LFC includes Neural Network methods ( [9],  [10]), 
Superconducting Magnetic Energy Storage (SMES) units applications  [11], and 
spline techniques  [12].   Furthermore, the application of VSC to the LFC problem 
was considered in ( [13]- [21]). VSC possess some attractive features; mainly 
robustness and good transient response. In  [13], a VSC controller was compared with 
conventional and optimal control methods for two equal-area nonreheat and reheat 
thermal systems. In that work, no systematic method for obtaining the switching 
vectors and optimum feedback gain of the VSC was discussed. Pole placement was 
utilized in designing the VSC for a single nonreheat LFC system in  [14]. The gain 
settings were selected by trial and error. In  [15] and  [16], two area nonreheat and 
reheat thermal systems were studied. The former utilized simple control logic to 
switch between proportional and integral controllers excluding sliding modes. In  [16], 
the same control logic was used to switch between VSC and Integral controllers to 
improve the dynamic response of the LFC system in comparison with conventional 
Integral controller. Furthermore, an approximating control law and a new switching 
function with integral action were proposed for a robust load frequency controller 
design  [18] with a claimed reduction of chattering. However, the behaviour of the 
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control effort was not shown. In addition, the frequency response of the designed 
controller showed questionable response with GRC. Applying a stricter GRC was 
shown to give a better dynamic response, although it is known that a harsher GRC on 
the rate of generation will cause more degradation in the performance of the load 
frequency controller. Furthermore, fuzzy control was combined with equivalent and 
switching control in  [19] to design a robust sliding mode LFC. Simulations of the 
system showed both improved dynamical performance and reduced chattering. 
Recently, researchers utilized the iterative heuristic optimization algorithms in tuning 
the controllers to obtain their optimum settings. Some of the recent attempts applied 
to the variable structure LFC problem can be found in ( [20],  [21]). In  [20], Genetic 
Algorithms (GA) was used to optimize the feedback gains of the VSC applied to a 
single area non-reheat LFC. In  [21], particle swarm optimization (PSO) was used for 
the same purpose. In both of  [20] and  [21], only the feedback gains were selected 
optimally. On the other hand, the switching vector was obtained from other design 
method reported in literature. 
1.2 Supplementary excitation control of Synchronous machines 
The need for power system dynamic and stability analysis has grown significantly in 
recent years. This is mainly due to the desire to utilize transmission networks for 
more flexible interchange transactions required for the current competitive 
environment  [25]. 
 8
Therefore, the application of advanced control technology to enhance the stability of 
power systems has attracted wide attention. An important problem in stability of 
power systems is the excitation control of synchronous machines. It is one of the 
most effective and economic techniques for enhancing the dynamic performance and 
transient stability of power systems. The significance of excitation control induced 
researchers to study and design new control methods for the problem such as 
Proportional-Integral-Derivative (PID) excitation control, Power System Stabilizers 
(PSS), Linear Optimal/Sub-Optimal Excitation Control (LOEC), Nonlinear Optimal 
Excitation Control (NOEC), Adaptive and Intelligent Control ( [26]- [30]). 
In recent years, Power System Stabilizers (PSS) were usually used to enhance the 
damping of power oscillations caused by several types of small disturbances in a 
power system. The conventional lead-lag compensation is adopted by most designers 
due to its simple structure and easy implementation  [31]. Linear optimal excitation 
controller based on LQR theory has been developed to enhance power system 
stability  [32]. They proved to be efficient for the improvement of power system 
stability under small disturbance compared with conventional excitation control and 
PSS. Intelligent control was also applied to power system control/stabilization ( [33]- 
 [35]) that included the use of neural networks in tuning existing PSS  [33]  or to 
replace the conventional PSS  [34]. Fuzzy logic approach was also studied and applied 
to design PSS ( [36],  [37]).  
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Moreover, in reality power systems are subject to uncertainties in operation and 
external disturbances. The drawback of conventional approaches that relies on 
linearized models is that the designed controller will only be valid when the system 
dynamics exhibit small variations around the operating. Thus, robust decentralized 
model for excitation control was investigated by some authors ( [31],  [40]). 
Furthermore, nonlinear control designs for power systems have been introduced that 
utilize differential geometric tools to control system design. These designs are 
primarily based on the concept of external feedback linearization (EFL) ( [41],  [42]). 
A major problem of the EFL technique, however, is that it relies on the exact 
cancellation of the nonlinear terms to realize a linear input-output behavior. 
Therefore, with parametric disturbances in the interconnection models, the 
cancellation is no longer exact and the performance of the EFL could degrade with 
varying system conditions. To solve this problem, robust controllers with feedback 
linearizing control have been proposed in ( [43],  [44]). Furthermore, authors in ( [45], 
 [46]) introduced an adaptive extension of the feedback linearization scheme to 
achieve an asymptotically exact cancellation of terms. Moreover, stochastic model 
based feedback linearising control  [47] and variable structure control  [48] applied to 
nonlinear EFL were investigated by authors. However, most of these nonlinear 
controllers require full accessibility to all system states when feedback linearization is 
considered because they are based on state feedback. In practice, it is not always 
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possible and economical to measure all system’s states. To solve this problem, 
authors in  [49] applied state observer to the nonlinear field voltage control of 
generators. Recently, control of uncertain nonlinear dynamical systems using 
estimated perturbation for compensation has been a topic of interest  [50]. The 
combination of sliding-mode state and perturbation observer (SPO) with the sliding-
mode control (SMC) led to a high performance algorithm SMCSPO which utilizes 
partial state feedback  [50] and provides robust performance. In  [51], the perturbation 
estimation method and sliding-mode state observer design were studied and a robust 
observer-based nonlinear controller (RONC) was developed. The RONC was applied 
for the excitation control of synchronous generators interconnected in a multimachine 
power system to improve system stability. The RONC showed better performance 
and robustness in comparison with a conventional nonlinear state feedback 
linearizing controller (NFLC).  
Furthermore, the use of adaptive feedback linearizing control scheme with Neural 
Networks is proposed in  [52]. The controller is synthesized to adaptively compute an 
appropriate feedback linearizing control law at each sampling instant using estimates 
provided by the neural system model. In this way, the necessity for exact knowledge 
of the system dynamics, full state measurement, as well as other difficulties 
associated with feedback linearizing control for power systems are avoided in this 
approach.  
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Furthermore, a PSS design based on Variable Structure law is reported in ( [38],  [39], 
 [53]- [58]). However, the switching feedback gains of the VSC were not chosen by a 
systematic way. In  [57], a diagonalization method was proposed to choose the 
switching feedback gains of the VSC. The switching surface was determined 
optimally by minimizing a quadratic system performance index in the sliding mode 
operation. Furthermore, a VSC that operates satisfactory over a wide range of 
operating point was proposed in  [38]. However, the feedback gains were again 
chosen by empirical experiments. In  [39], a VSC PSS was proposed that operates 
over wide range of operating points by using a neural network to adapt the feedback 
gains of the controller. For each operating point, the feedback gains were chosen by 
Genetic Algorithms. 
1.3 Thesis Contribution 
The first step in conventional design of VSC for power system control problems is to 
linearize the model studied or use nonlinear transformations to formulate the system 
equations in suitable form. In this way, control theory methods, such as pole 
placement or optimal control, can be applied in the design of the controller. 
Furthermore, there is no clear way of choosing the switching feedback gains of VSC. 
For these reasons, this thesis proposes to formulate the design of VSC as an 
optimization problem where iterative heuristic optimization algorithms are used. In 
this way, the optimum settings of the VSC applied to power system control problems 
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can be found even with the presence of nonlinearities in the model. The present work 
is considered new since the proposed approach has not been used before in the design 
of VSC. In the optimization process, various objective functions were considered and 
investigated to reflect both improved dynamics of the power system and reduced 
chattering in the control signal of the controller. This method provides a systematic 
way of arriving at the optimal values for both the switching vector and the switching 
feedback gains of the VSC. Finally, the proposed design method was compared to 
other designs reported in literature. Promising results of comparison validate the 
significance of the proposed design procedure. 
1.4 Thesis Structure 
The chapters of the thesis are organized as follows: 
Chapter 2 : gives a brief theoretical background of VSC and the iterative heuristic 
optimization algorithms used in the design procedure. Furthermore, the proposed 
design of VSC is then explained.   
Chapter 3 : includes the first application of the proposed VSC design to the LFC 
problem. This includes single, two, and three areas LFC systems. The systems were 
studied with and without nonlinearities in the models.  
Chapter 4 : studies the application of the proposed design of VSC to single machine 
system. This includes both synchronous machine connected to an infinite bus system. 
Linear and nonlinear models of synchronous machine were investigated. 
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Chapter 5 : Includes conclusion and discussion of the material presented in the thesis. 
Moreover, direction for future research in this subject is also suggested. 
 
 
 
 
 
 
 
 
 
 
 
 
  14
CHAPTER 2 
 
 PROPOSED COMBINED VSC/ITERATIVE 
HEURISTIC ALGORITHMS OPTIMAL DESIGN 
 
This chapter starts by reviewing some of the basic concepts of Variable Structure 
Control. Merits and demerits of VSC are also mentioned. Furthermore, a brief 
explanation of some reported methods of reducing chattering is included. In addition, 
an overview of the utilized iterative heuristic optimization algorithms is included. 
Finally, the proposed design procedure for VSC using iterative heuristic optimization 
algorithms is discussed. 
2.1  Basic Concepts of VSC 
The early work on Variable Structure Control was conducted by Russian authors 
before four decades. Interest in this method evolved after the comprehensive work 
and translation made by Itkis  [70] and Utkin  [72]. Variable Structure systems 
concepts have subsequently been utilized in many applications and engineering 
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problems including power systems ( [58]- [64]), aerospace ( [65]- [67]), and robotics 
( [68],  [69]). 
The fundamental requirement of this theory, as proposed by most authors, is to find 
the necessary and sufficient conditions for the existence of a sliding mode or regime 
on a designed sliding hyper-plane. Other requirements include the conditions that 
guarantee hitting the sliding hyper-plane from any location in the state space, the 
conditions for the stability of the sliding mode, and the conditions for invariance in 
sliding regime.  Furthermore, sliding mode condition or the reaching condition is the 
condition under which states of the system are guaranteed to move towards and reach 
a sliding surface. There are various methods of defining this condition. The 
Lyapunov-function-like reaching condition is defined as follows: 
0<= σσ TV& , where σσ TV
2
1=  
The reaching law approach and the direct switching function approaches are 
respectively defined by 
)sgn(σσσ qk −−=&  
 0lim  and   0lim
00
><
−→+→
σσ σσ &&  
These conditions for achieving a sliding regime are discussed in details in ( [70]- [72]).  
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The basic concept of VSC can be illustrated by the following example  [85]:  
Consider a second-order system described by the following equations,  
where 


<−
>=
0  y)   s(x,,4
0y)   s(x,,4ψ  
and 
s(x , y) = xσ ,   σ = 0.5x + y 
  Figure 2-1(a) shows a block diagram of the system. s(x , y) is called the switching 
surface. It consists of the product of two functions x = 0 and σ = 0.5x + y = 0. These 
functions represent switching lines that divide the phase plane into regions according 
to the sign s(x , y) as shown in Figure 2-1(b). The main regions are defined as 
follows, 
Region I: s(x , y) = xσ > 0, ψ = 4, and the model is described as 
 Region II: s(x , y) = xσ < 0, ψ =- 4, with state equations 
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The phase plane of these models is shown in Figure 2-2(a) and (b). Clearly, both 
models show unstable trajectories.  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Figure 2-1: (a) Block diagram of VSC (b) Regions divided by the switching lines 
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The trajectory of the whole system is formed by combining the trajectories of the two 
subsystems depending on the location of the representative point in the phase plane 
with respect to the two regions. The trajectory of the whole system, as illustrated in 
Figure 2-2 (c), is stable. 
The phase trajectory can be divided into two phases: 
1) Reaching mode: where the trajectory moves toward the sliding surface from any 
point in the phase plane. 
2) Sliding mode: where the trajectory is maintained on the sliding surface and moves 
towards the origin of the phase plane. During this mode the dynamics of the system 
can be described as follows: 
The dynamics of the system are therefore of lower order during the sliding mode. 
This type of control is called Variable structure system because the controller changes 
structure from that of equation (2-2) to equation (2-3) model depending on the 
location of the representative point in the phase plane. 
 
 
 
.
xx5.0yx5.0 +=+=σ                                          (2-4) 
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Figure 2-2: Phase trajectories (a) System equation (2-2) (b) System equation (2-3) (c) 
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2.2 Merits and Demerits of VSC  
The advantages of obtaining a sliding motion are: reduction in order and insensitivity 
to parameter variations implicit in the input channels. This allows the design of a 
robust controller against uncertainties in the parameters of the system. Furthermore, 
VSC allows the determination of the closed-loop dynamics of nonlinear system in a 
desired manner. This can be done by formulating the problem as a pole placement 
design and varying the coefficients of the sliding surface.  
However, some of the problems of VSC are that the control effort usually has a 
chattering characteristic that makes its implementation impractical. The VSC ideally 
requires infinitely fast switching mechanism. Practically, it is impossible to realize 
this infinite rate of switching. This is due to the physical limits of actuators and time 
delays in control systems. The non-ideal fast switching causes the chattering. The 
high frequency components of the chattering are undesirable and can excite 
unmodelled high frequency plant dynamics which can lead to unforeseen instabilities 
 [77]. 
Another underlying problem associated with VSC design is the selection of the 
feedback gains. Generally, the gains are chosen by trial and error such that they will 
satisfy certain system performance requirements. Recently, the problem of VSC 
feedback gains selection has been considered by  [58]. Their approach essentially was 
to try all allowable values of the feedback gains and evaluate a performance index for 
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each possible set of feedback gains. The optimal feedback gains selected are those 
which minimize the performance index. This approach is numerically intensive 
especially for large numbers of feedback gains.  
Furthermore, in conventional design methods of the switching surface for the variable 
structure controller for a nonlinear system, various                             
transformations of the differential equations to a suitable canonical form is required 
 [77]. An example of this design can be found in  [84]. These transformations are 
complicated and are not always possible. 
2.3 Reported Methods for Reducing Chattering  
In literature, several authors used the concept of boundary layer control to reduce the 
chattering problem ( [77]- [79]). In  [78], a thin boundary layer in a neighborhood 
around the switching surface is suggested to smoothen the discontinuity in the 
control. The signum term in the control law u is replaced by [ ]ελσ )/()( 1−nx , where 
σ (x) is the switching surface, 1−nλ  is the (n-1)th coefficient of the switching surface 
and ε  is the boundary layer. Furthermore, authors in  [77] introduced a similar control 
law, where u is given by 



<
≥−==
  if ), ,(
 if  ,
) ,(
εσ
εσρσ
σ
xtp
xtuu  
(2-5)
p(t, x) is continuous function given by p(t, x) = ρσσ ]/[−  when εσ = . 
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Authors in  [77] state that these boundary layer controls do not guarantee asymptotic 
stability. This fact is proofed in  [79]. Furthermore, using a saturation function instead 
of a switching degrades the steady state performance and robustness of the controller. 
Authors in  [74] claim that the integral action can eliminate these disadvantages within 
tolerable range. 
Another continuous control law of the form )])(/()([ δ+xsxs  was proposed by 
Ambrosino et. Al  [81]. δ is a positive constant chosen arbitrary. Espana et al.  [82] 
proposed a method that creates a switching region around the sliding hyperplane such 
the switching parameters are replaced inside the region by parameters that will satisfy 
s(x) = 0. This method is claimed to reduce the chattering effect and simultaneously 
allow a short reaching time.  
Furthermore, another approach is tuning the reaching law  [80]. In tuning the reaching 
law approach, chattering can be reduced by manipulating parameters qi and ki of the 
reaching law 
iiiii SkSqS
.
)sgn( −−=   mi ,...,1=  (2-6)
Decreasing qi and increasing ki results in both reduced chatter and reaching time 
respectively. 
In  [80], augmentation of linearizable systems with an integrator is used to reduce the 
chattering. Further reduction is also obtained by estimation of the uncertainty. 
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In  [83], an auxiliary control input is used to replace the discontinuous control input 
during the steady state. The control input is given by 
  xdeq uuuu ++=  (2-7)
ueq is the continuous equivalent control, ud is the discontinuous control, and ux is an 
auxiliary continuous control. ud is given by 
  )sgn(Skud =  (2-8)
The discontinuous control is approximated by an average equivalent continuous 
control ued 
     10   )1( ≤≤−−= ααα kkued  (2-9)
The idea of this algorithm is to reduce k on approaching steady state response while 
maintaining ud during transient response to preserve the robustness characteristics of 
the controller. The auxiliary control ux will replace ueq  allowing the reduction of k 
and thus reducing the chattering. However, designing k and ux involves choosing 
some parameters by trial and error. 
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2.4 Iterative heuristic optimization algorithms  
This section gives an overview of the heuristic iterative algorithms used in this thesis. 
These algorithms include: Genetic algorithms, Particle swarm optimization, and Tabu 
search algorithm.  
2.4.1 Genetic Algorithms (GA) 
Genetic Algorithms (GA) are powerful domain independent search technique inspired 
by Darwinian theory of evolution  [87]. It was invented by John Holland and his 
colleagues in 1970s  [88] and was successfully applied to many engineering and 
optimization problems  [88] and to various areas of power system such as economic 
dispatch ( [89],  [90]), unit commitment  [91], reactive power planning ( [92],  [93]), 
power plant control ( [94],  [95]), and Generation expansion planning  [96]. GA is an 
adaptive learning heuristic that imitate the natural process of evolution to progress 
toward the optimum by performing an efficient and systematic search of the solution 
space. A set of solutions, described as a population of individuals, are encoded as 
binary strings, termed as Chromosomes. This population represents points in the 
solution space. A new set of solutions, called Offsprings, are created in a new 
generation (iteration) by crossing some of the strings of the current generation. This 
process is called Crossover. Furthermore, the Crossover is repeated at every 
generation and new characteristics are introduced to add diversity. The process of 
altering some of the strings of the offsprings randomly is known as Mutation.   
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The basic steps of GA can be described as follows: 
Step 1: Generation of Initial population of solutions represented by Chromosomes. 
Step 2: Evaluation of the solutions generated using the fitness function which is 
usually the objective function of the problem under study. 
Step 3: Selection of individual solutions that have higher fitness value. There are 
different selection methods such as Roulette wheel selection, Stochastic selection, 
and Ranking-based selection  [88].   
Step 4: Generation of new offsprings from the selected individual solutions. This is 
done for certain number of generations using two main operations: 
- Crossover: There are various Crossover operators; the most common is the one-
point crossover. In one-point Crossover, one bit in each solution, of two given binary 
coded solutions, is determined randomly and then swapped to generate two new 
solutions. 
- Mutation: Incremental random changes applied in the selected offsprings by altering 
randomly some its bits. Mutation is usually probabilistically applied to only few 
members of the population and therefore has a small value. 
Step 4: Steps 2 to 4 are repeated until a predefined number of generations have been 
produced. 
Figure 2-3 shows the flow chart of the GA algorithm. 
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Figure 2-3: Flow chart of GA algorithm 
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2.4.2 Particle Swarm Optimization (PSO) 
The Particle swarm optimization (PSO) is an evolutionary computation technique 
developed by Eberhart and Kennedy  [97] inspired by social behaviour of bird 
flocking or fish schooling. 
 Similar to Genetic Algorithms (GA), PSO is a population based optimization tool. 
The system is initialized with a population of random solutions and searches for 
optima by updating generations. However, unlike GA, PSO has no evolution 
operators such as crossover and mutation. In PSO, the potential solutions, called 
particles x, are "flown" through the problem space by following the current optimum 
particles.  Each Particle keeps track of its coordinates in the problem space which are 
associated with the best solution (fitness) it has achieved so far. The fitness value is 
also stored. This value is called particle best, pbest,  and the particle(s) associated 
with it is denoted by xpbest. Another “best” value that is tracked by the global version 
of the particle swarm optimizer is the overall best value, and its location, obtained so 
far by any particle in the population. This value is called global best, gbest, and the 
particle(s) is xgbest. 
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The particle swarm optimization concept consists, at each time step t, updating the 
velocity and accelerating each particle towards pbest and gbest locations. 
Acceleration is weighted by a random term, with separate random numbers being 
generated for acceleration toward pbest and gbest locations.  
The PSO algorithm applied in this study can be described briefly as follows: 
Step 1: Initialize a population (array) of particles with random positions and 
velocities v on d dimension in the problem space. The particles are generated by 
randomly selecting a value with uniform probability over the dth optimized search 
space [ ], maxmin dd xx . Set the time counter t = 0. 
Step 2: For each particle x, evaluate the desired optimization fitness function, J, in d 
variables. 
Step 3: Compare particles fitness evaluation with xpbest, which is the particle with best 
local fitness value. If the current value is better than that of xpbest, then set xpbest equal 
to the current value and xpbest locations equal to the current locations in d-dimensional 
space.  
Step 4: Compare fitness evaluation with population overall previous best. If current 
value is better than xgbest, the global best fitness value then reset xgbest to the current 
particle’s array index and value. 
Step 5: Update the time counter t, inertia weight w, velocity v, and position of x 
according to the following equations 
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Time counter update: 1+= tt  
Inertia weight update: )
1
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Velocity update:  
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where wmin and wmax are the maximum and minimum values of the inertia weight w, m 
is the maximum number of iterations, i is the number of the particles that goes from 1 
to n, d is the dimension of the variables, andα is a uniformly distributed random 
number in (0, 1). The particle velocity in the dth dimension is limited by some 
maximum value maxdv . This limit improves the exploration of the problem space. In 
this study, maxdv  is proposed as 
maxmax
dd kxv =  
where k is a small constant value chosen by the user, usually between 0.1-0.2 
of maxdx  [98].  
Step 6: Loop to 2, until a criterion is met, usually a good fitness value or a maximum 
number of iterations (generations) m is reached. Another criteria used is to terminate 
the search process if there is no more improvement in fitness value for the last n 
iterations. In this case n < m.  
More details about PSO can be found in ( [97],  [98]). 
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2.4.3 Tabu Search Algorithm (TS) 
 Tabu Search Algorithm was proposed a few years ago by Fred Glover ( [100],  [101]) 
as a general iterative heuristic method for solving combinatorial optimization 
problems. Tabu Search is conceptually simple and stylish heuristic method. It has 
now become an established optimization methodology that is rapidly spreading in 
various fields. Planning and Scheduling, Transportation, Routing and Network 
Design, Continuous and Stochastic Optimization, Manufacturing and Financial 
Analysis are some of these applications [101]. The search method for the optimum 
solution is partially based on the hill climbing method that finds out a solution 
through creating a neighborhood around a solution and moving towards the best 
solution within the neighborhood. Tabu search succeeds in escaping local minimas by 
using a Tabu list that records the forbidden moves. Moves are classified as forbidden 
if certain conditions imposed on the moves are satisfied. The purpose of maintaining 
a Tabu list is to force the search process to avoid cycling and thus impose 
diversification.  
At initialization the objective is make a broad examination of the solution space, 
diversification, but as candidate locations are recognized the search is narrowed to 
give local optimal solutions in a process of intensification.  
The basic elements of Tabu Search are defined as follows: 
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• Current Solution: xcurrent : It is a set of solutions from which new trial values 
are generated. 
• Moves: the process of generating trial solutions from xcurrent. 
• Candidate Moves: It is a set of trial solutions, xtrial, generated from 
neighborhood of xcurrent. 
• Tabu list: A list of forbidden moves that exceeded conditions imposed on 
moves in general. 
• Aspiration Criterion: a device that override the tabu status of a move. There 
are different types of aspiration criteria used in literature ( [99]- [101]). The 
criteria used here is to override the tabu status of a move if it produces a better 
solution than the best solution, xbest, seen so far. 
• Stopping Criteria: these are the conditions that terminate the search process. 
In this study, the search process will stop when number of iterations reaches 
the maximum limit. 
The Tabu Search algorithm can be described as follows: 
Step 1: Generate Random initial solution, xinitial. Set xbest = xinitial = xcurrent . 
Step 2: Trial solutions are generated randomly in the neighbourhood of the current 
solution. 
Step 3: The objective function for trial solutions is computed and compared to best 
solution objective function value. If better solution is obtained then xbest = xtrial. 
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Step 4: Tabu Status of xtrial is tested. If it is not in the Tabu list, then add it to the list 
and set xcurrent = xtrial and go to Step 7. If xtrial is in the Tabu list, go to Step 5. 
Step 5: The Aspiration criterion is checked. If the criterion is satisfied, then the tabu 
status is overridden, Aspiration is updated, xcurrent = xtrial. and Step 7 follows. 
Otherwise, Step 6 follows. 
Step 6: Check all the trial solutions by going back to Step 4. If all trial solutions are 
assessed, go to Step 7. 
Step 7: Check the Stopping criterion. If satisfied, then stop. Otherwise, go to Step 2 
for the next iteration. 
These steps are illustrated in Figure 2-4. 
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Figure 2-4: Flow chart of TS algorithm 
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2.5 Proposed design method of VSC  
This thesis proposes to tune the parameters of the VSC using iterative heuristic 
optimization algorithms. The parameters of the VSC include both the switching 
vector values and the switching feedback gains. They are designed to give optimal 
performance of the controller. A performance index is chosen such that the objective 
of the controlled system is satisfied. Conventionally, the following objective function 
is used: 
∫
∞
+=
0
dt RUUQXXJ TT  
Where Q and R are the weighting matrices of the state variable deviations and control 
effort respectively. Usually, both Q and R are chosen as diagonal matrices. To reduce 
the effect of chattering either the control effort or the deviation of the control signal is 
included in the performance index. The conventional VSC control laws are used for 
the designed system. A block diagram of the VSC is shown in Figure 2-5, where the 
control law is a linear state feedback whose coefficients are piecewise constant 
functions. Consider the linear time-invariant controllable system given by 
  &X AX BU= +  (2-10)
 
Where  
X  n-dimensional state vector 
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U  m-dimensional control force vector 
A   n ×n system matrix 
B   n ×  m input matrix 
      The VSC control laws for the system of Equation (2-10) are given by  
 
  u X x i mi i
T
ij j
j
n
= − = − =
=
∑ψ ψ ; , ,....,1 2
1
 
(2-11)
 
where the feedback gains are given as 
  
 =<−
=〉=
n,....,j;xif,
m,....,i;xif,
ijij
ijij
ij 10
10
σα
σαψ  (2-12)
and  
σi iTX C X i m( ) , ,....,= = =0 1  
where Ci  are the switching vectors which are conventionally determined via a pole 
placement technique.  
X
CT
−αT
αT
σ
Xσ
ψT
U XT=−ψ
 
Figure 2-5: Block diagram of variable structure controller 
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The design procedure for selecting the constant switching vectors Ci  can be found in 
 [14]. It involves coordinate transformation to arrive at an expression suitable for use 
with pole placement technique.  
In this thesis, we propose to find the optimal values of the switching vector and the 
switching feedback gains using iterative heuristic optimization algorithms. Some of 
the benefits of using iterative heuristic optimization algorithms in designing the VSC 
are: 
1-The use of iterative methods in arriving at the optimal values of VSC provides a 
simple systematic way of designing the controller. This is especially valid when 
nonlinearities are included into the studied system. The proposed design requires no 
nonlinear transformations to formulate the system in canonical form. Conventionally, 
the system is transformed into suitable controllable form and then feedback control 
design techniques, such as linear optimal control theory or pole placement method, 
are used to find suitable switching surface. The proposed method cuts down this 
complexity of design. 
2- The switching feedback gains are chosen in an optimal systematic way and not on 
trial and error basis. 
The design procedure proposed in this thesis is shown in a flow chart form in Figure 
2-6.  
Furthermore, this thesis proposes to reduce the chattering in the control signal by: 
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1- Including a scaled value of the deviation in the control signal into the objective 
function being minimized. The chattering is characterized by sharp changes in the 
control value. Reducing these deviations will smoothen the control signal. The 
objective function can be written as follows (considering a discrete implementation): 
∑
=
+=
m
n
dev
T
dev
T RUU)n(QX)n(XJ
1
 
     
         (2-13)
where 
m = Number of samples 
Udev = U(n)-U(n-1) 
2- Scaling the optimum feedback gains of the VSC on the convergence of the 
objective function. This is done as follows: 
  if  
                   J∆ < ε  
then     
                  αα .mnew =        
where 
                    0 < m < 1 
J = Objective function being minimized. 
ε  = very small constant  
α = Optimum switching feedback gains 
 The benefits of this method are: 
a) Usually when including a scaled value of the deviation of the control signal into 
the objective function, a compromise results between improved dynamic behavior 
and reduced chattering. Satisfying one will degrade the other. On the other hand, by 
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scaling the feedback gains on convergence of the objective function, the gains are 
maintained for the transient period to improve its dynamics and reduced when the 
system settles down. In this way, large control effort is maintained only for the 
transient period. 
b) The controller is still a VSC controller, and therefore the beneficial features of the 
controller (such as robustness and good transient behavior) are preserved. 
c) Simple: only alphas (switching feedback gains) are scaled 
d) This idea comes from the fact that larger feedback gains reduce the reaching time 
on the expense of more chattering. Therefore, this large feedback gains can be 
maintained until the switching surface is reached and thereafter they can be reduced 
to minimize the chattering in the control signal.  
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Figure 2-6: Flow chart of the proposed optimal design of VSC using iterative 
heuristic optimization algorithms 
 
Generate random values for switching surface vector CT and the 
switching feedback gains α within suitable range using iterative 
heuristic optimization algorithms (GA, PSO, TS) 
Evaluate the objective function J for the initial generated solutions (values of CT 
and α) by simulating the VSC applied to the studied system (GA, PSO, TS). 
Update the switching surface vector CT and the switching 
feedback gains α using iterative heuristic optimization 
algorithms (GA, PSO, TS) 
Check the stopping criterion: a) No more improvement in 
value of objective function 
b) Maximum number of iterations 
Iteration = iteration +1 
NO
Optimal 
values of the 
switching 
surface vector 
CT and the 
switching 
feedback gains
α 
YES 
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In this thesis, two important power system control problems will be studied with the 
proposed VSC design method applied. Figure 2-7 shows the division of the problems 
studied in this thesis. Load frequency control applications will studied in chapter 3. 
This will include single area and multiareas with and without nonlinearities. Chapter 
4 will investigate the application of the proposed design of VSC to the stability of a 
single synchronous machine connected to infinite bus. Chapter 5 will include 
discussion and conclusion of the results of application of the proposed VSC controller 
to the studied power system problems. 
 
 
 
 
 
 
 
 
 
 
 
 41
 
 
 
 
 
 
 
 
 
 
 
 
 
Figure 2-7: Power system dynamic problems tackled in this thesis using the proposed 
VSC optimal design 
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CHAPTER 3 
 
APPLICATION OF THE PROPOSED VSC DESIGN TO 
THE LOAD FREQUENCY CONTROL PROBLEM 
 
3.1 Introduction 
The Load Frequency control (LFC) or Automatic Generation Control (AGC) has 
been one of the most important subjects concerning power system engineers in the 
last decades.  In a single area, mechanical power is produced by a turbine connected 
to a synchronous generator. The turbine steam flow determines the frequency of the 
current and voltage waveforms at the output of the generator. An exact forecast of 
real power demand is impossible due to random changes in the load and therefore an 
imbalance occurs between the real power generation and the load demand (plus 
losses)  [102]. This causes kinetic energy of rotation to be either added to or taken 
from the generating units (generator shaft either speed up or slow down) and the 
frequency of system varies as a result. Therefore, a control system is required to 
detect the load changes and command the steam valve to open or close more so that 
the turbine increase or decrease its mechanical power production and stabilize the 
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shaft speed and hence the system frequency. Modern real power systems constitute 
interconnected neighboring areas. The study of interconnected systems is essential to 
improve the dynamic behavior of power systems. This chapter addresses the 
application of the proposed VSC to the Load Frequency problem for both single and 
interconnected power systems areas. Studies conducted in the past have shown that 
area-frequencies and tie-line power can undergo prolonged fluctuations following a 
sudden change in power in an interconnected power system  [7]. The main cause of 
these fluctuations is the nonlinearities present in the system. The most important 
nonlinearities are: governor dead band backlash and generation rate constraint. A 
multi-area LFC system constitutes a number of single areas connected by a tie line. 
This tie line allows the flow of power between the areas. Consequently, a disturbance 
in one area influences the frequency output of other areas as well as the tie line 
power. The objective of the LFC system is to minimize deviations of both frequency 
of all areas and tie line power interchanges.  Various techniques were proposed for 
the design of single and multi-area LFC. However, these techniques are of two types: 
Primary and Supplementary. The former type of design includes tuning the 
parameters of the primary control of LFC. A good example of this technique is found 
in [149], where the optimum value of the speed regulation for an interconnected 
system is investigated. Supplementary type LFC techniques were discussed in 
Chapter 1. This chapter studies the application of the proposed design of VSC to 
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single, two, and three area power systems. The effect of including the nonlinearities 
into the models is also considered. 
 
3.2 Proposed VSC Design for a Single area Power system 
3.2.1 Linear and Nonlinear Models of a single area LFC system 
The model for LFC of a nonreheat turbine for single area power system excluding 
nonlinearities is shown in Figure 3-1 (a)  [14]. The model shows the feedback of the 
change in frequency to turbine through speed regulator and an integral controller. The 
dynamic model in state variable form can be obtained from the transfer function 
model and is given as: 
)t(Fd)t(Bu)t(AXX ++=&  (3-1) 
Where X is a 4-dimensional state vector, u is 1-dimensional control force vector, d is 
1-dimensional disturbance vector, A is 4×4 system matrix, B is a 4×1 input vector, 
and F is 4×1 disturbance vector. 
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Tp :  the plant model time constant, 
Tt :  the turbine time constant, 
Tg : the governor time constant 
 Kp : the plant gain, 
K :  the integral control gain 
R : the speed regulation due to governor action.   
x2 , x3, and x4  are respectively the incremental changes in generator output (p.u. MW) 
, governor valve position (p.u. MW) and integral control. The control objective in the 
LFC problem is to keep the change in frequency (Hz) ∆ω = x1  as close to zero as 
possible when the system is subjected to a load disturbance d by manipulating the 
input. 
The model in Figure 3-1(a) excludes system nonlinearities. Figure 3-1(b) and (c) 
show other models considered in this study that include two types of nonlinearities: 
Generation rate constraint (GRC) and governor dead band nonlinearity. Figure 3-1 (b) 
considers the effect of GRC. The GRC is caused by the mechanical and 
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thermodynamic constraints in practical steam turbines systems. It imposes limits on 
the rate of change of generated power. A typical value of 0.1 p.u./min  [7] has been 
chosen in this study. The model of Figure 3-1(b) also has a limiter on the integral 
control values to prevent excessive control. The second model, Figure 3-1 (c), applies 
limits to the position of the governor valve and the rate of its change  [19]. It also 
includes the governor dead band backlash. The dead band of the speed governor is 
defined as “the magnitude of the change in steady-state speed within which there is 
no resulting change in the position of the governor-controlled valves or gates”  [103]. 
A good reference that discusses the effect of dead band on LFC systems is found in 
 [106]. The effect of dead band on a given sinusoidal input is illustrated in Figure 3-2. 
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Figure 3-1: Single area LFC system (a) Excluding nonlinearities (b) with Generation 
rate constraint (GRC) (c) with GRC and governor dead band backlash 
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Figure 3-2: Effect of Dead band on a given input 
(a) 
 
 
(b) 
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3.2.2. Proposed VSC design for a single area LFC system excluding 
nonlinearities 
The design procedure explained in Chapter 2 is applied to design a VSC for a single 
area LFC excluding nonlinearities. Different objective functions were used for 
optimization procedure. They are given below: 
∫∞=
0
2
1 dtJ ω∆  
 
                 (3-2)
dtuqqJ 22
2
0
12 += ∫
∞
ω∆                    (3-3)
∫∞ +=
0
2
2
2
13 dtuqqJ ∆ω∆  
    
                 (3-4)
where 
J1: reflects the objective of the LFC where the deviation in frequency ω∆ is 
minimized. 
J2: includes the control effort. In this way, the control effort will be minimized and 
therefore the chattering effect will be reduced. 
J3: deviation of the chattering is included here. Since chattering is characterized by a 
dramatic change in the control signal, inclusion of deviation of the control effort in 
the performance index will allow smoothening of the control signal and thus further 
reduce chattering. 
The parameters of the system under study  [14], Figure 3-1, are given below: 
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Tp = 20 s Kp = 120 Hz p.u.MW-1 
Tt = 0.3 s K = 0.6 p.u. MW rad-1  
Tg = 0.08 s R = 2.4 Hz p.u. MW-1 
 
The proposed VSC design using PSO algorithm described in Chapter 2 has been 
applied to minimize the performance indices for optimal selection of the switching 
vector and feedback gains. The PSO parameters used are the number of particles n = 
15, maximum number of iterations m =500, dimension d = 4, wmax= 0.9, wmin = 0.4, 
and the maximum velocity constant factor k = 0.1. The algorithm is terminated when 
there is no significant improvement in the value of the performance index. The 
system is subjected to a step load change of 0.03 p.u.  (3%). Table 3-1 (a) shows the 
performance indices and weighting coefficients used in different designs. The optimal 
switching vectors and feedback gains are given in Table 3-1(b). The values of Design 
No.1 in Table 3-1(b) were taken from  [14], where pole placement is used to obtain 
the switching vector. The feedback gains were obtained by trial and error. In designs 
No. 2 and 3  [20], the authors used GA to arrive at the optimal feedback gains. The 
switching vector was obtained from  [14]. 
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Table 3-1: (a) Performance indices and weighting coefficients for different designs 
(b) Switching vectors, CT, and feedback gains, α  of  VSC designs. Design number 1 
was obtained from  [14]. Designs number 2 and 3 were obtained from  [20] 
 
(a) 
No. Performance 
Index, J 
q1 q2 
1  - - - 
2  J1 - - 
3 
 
J2 1 1 
4 J1 - - 
5 J2 1 1 
6 J2 1 0.5 
7 J3 1 1 
8 J3 1 0.5 
(b) 
No. CT α  
1  [5.16   4.39   1   16] [6      6     2    0] 
2  [5.16    4.39   1   16] [2.08   0.025   1.40   0] 
3 
 
[5.16   4.39   1   16] [0.76   0.002  1.40  0] 
4 [4.62  1.39   0.085  30] [3    3   3  3] 
5 [1.97  1.65   0.28   2.44] [0.76   0   0   0] 
6 [3.25   0    2.32   2.34] [1.11  0    0   0] 
7 [2.77  0.75  0.84  4.95] [2  0.005  0.797 1.06] 
8 [5    0.7423   1.7130   5] [2     0     0    2] 
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The dynamic performance of the system for the present optimum switching vectors 
and feedback gains is shown in Figure 3-3. Figure 3-3 (a) shows the convergence of 
the performance index for the different designs of Table 3-1 
The following can be concluded from the results of this simulation 
1) The new design method gives a tradeoff between improved frequency response 
and chattering reduction. Designs number 5-8 gave a significant reduction in 
chattering, Figure 3-3 (f), with some degradation in frequency response, Figure 3-3 
(c).  
2) Therefore, the designer can control the compromise between frequency and 
chattering reduction by altering the values of q1 and q2 of the performance indices. 
3) In design number 4, a significant improvement in the frequency deviation was 
achieved, Figure 3-3(b). However, there was an increased chattering in the control 
effort as shown in Figure 3-3(e).  
4) The LFC is robust for change in the type of load disturbance applied to the system. 
This is depicted in Figure 3-4(a). 
The last point brings an idea of obtaining a VSC design that will both improve the 
dynamic behavior of the system and reduce chattering. It is noticed that those designs 
with reduced chattering have a relatively small feedback gains. Furthermore, it is 
known that a larger feedback gain in VSC will guarantee a faster reaching time and 
hence improved dynamics. Therefore, the following is proposed: 
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For the optimum values of feedback gains and switching vector (in this case design 
no. 4 values are tested) values: 
  if  
                   J∆ < ε  
then     
                  αα .mnew =        
where 
                    0 < m < 1 
J = Objective function being minimized. In this case it is   ∫ dt2ω∆  
ε  = very small constant  
α = Optimum switching feedback gains 
This method was applied on design no. 4 of Table 3-1. The threshold ε =1 x 10-5 and 
the scaling factor m was chosen = 0.3. Figure 3-4(b)-(d) shows the application of this 
method. 
It is shown that the chattering is dramatically reduced with out a noticeable 
degradation in the performance of the system. 
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Figure 3-3: (a) Convergence of objective function (b) Frequency deviation for 
designs no. 1-4 (c) Frequency deviation for designs 5-8 (d) Change in generated 
power for designs 4-8 (e) Control effort for designs 3, 5, 6, and 8 
(a) 
(b) 
(c) (d) 
(e) 
(f) 
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Figure 3-4: (a) Robustness against change in load disturbance (Design no. 4) (b-d) 
Scaling of switching feedback gains (b) Convergence of deviation of the performance 
index (b) Frequency deviation (c) Control effort 
(b) 
(c) (d) 
 
 (a) 
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3.2.3 Proposed VSC design for a single area LFC with nonlinearities included in 
the model 
In this section the two nonlinear models of single area LFC system of Figure 3-1 (b) 
and (c) are studied. The Tabu search algorithm is used as the search engine for the 
optimal settings of the controller. Two cases are investigated: 
CASE I: In this case comparison with a robust controller design of Wang method 
 [118] was investigated. The LFC model with GRC, Figure 3-1 (b), was used. The 
following are the parameters of the system  [118]: 
1/Tp = 0.0665 1/RTg = 6.86 
1/Tt = 3.663 Kp/Tp = 8  
1/Tg = 13.736 K = 0.6 
A GRC of 0.1 p.u. MW per minute = 0.0017 p.u. MW/sec was included in the model. 
The response of the system for 0.01 p.u. disturbance is tested. The design procedure 
described in Chapter 2 for TS algorithm is used with J3 of section 3.2.2 as the 
objective function. The weighting coefficients were both unity. A Tabu list of size =7 
is used in this case. The following optimal settings of the VSC were obtained: 
CT = [1.6384   28.9077   9.3736    6.8697] 
α = [0.2616   0.3022     0.8951    0.0335] 
Figure 3-5 shows the convergence of the performance index and dynamical response 
of the system to the load disturbance. Figure 3-6 shows the robustness of LFC system 
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with the proposed VSC design against varying the system parameters, such as 1/Tp, 
1/Tg, 1/RTg, 1/Tt, and Kp/Tp, by 25%. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Figure 3-5: (a) Convergence of performance index (b) Frequency deviation (c) 
Change in generated power (d) Control effort 
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(c) (d) 
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Figure 3-6: (a)-(b) Robustness of the system with the proposed VSC design for 25% 
change in 1/Tp, 1/Tg, 1/RTg, 1/Tt, and Kp/Tp (c)-(d) Effect of varying the GRC on the 
controller robustness 
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(c) (d) 
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Furthermore, the complexity of the VSC can be reduced if only the accessible states 
are fedback. This was done for the same above system with the same parameter 
values. The states fed back are ω∆  (frequency deviation) and gP∆ (change in 
generated power). Again, J3 was used in the optimization process using Tabu search 
algorithm. The following are the optimal settings of the controller: 
CT = [0.2225   26.697] 
α = [0.3689    0.6368] 
Figure 3-7 shows the results of the application of the proposed VSC. As shown in 
Figure 3-7 (a) and (b), the proposed VSC design improves the dynamical response of 
the system even if only the accessible states are fedback. In addition, the system 
maintains its robustness as shown in Figure 3-7(c) and (d) with only the two 
accessible states used in the design. 
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Figure 3-7: Proposed VSC design with accessible states only: (a) Frequency deviation 
(b) Change in generated power (c) Robustness of frequency deviation (d) Robustness 
of change in generated power (e) Convergence of performance index (f) Control 
effort 
(a) (b) 
(c) (d) 
(e) (f) 
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CASE II: In this case the LFC system model of Figure 3-1(c) was simulated with 
governor dead band included in the model. The following parameters were used 
( [14],  [19]): 
Tp = 20 s Kp = 120 Hz p.u.MW-1 
Tt = 0.3 s K = 0.6 p.u. MW rad-1  
Tg = 0.08 s R = 2.4 Hz p.u. MW-1 
 
Again, the proposed design procedure using TS was applied to the studied system. 
Tabu list size of 7 and maximum iterations of 500 were used. Performance index J1 of 
section 3.2.2 was used in the search process. The system is subjected to a step load 
change of 0.005 p.u.MW. A backlash of deadband 2D = 0.001 and generation limits 
max
.
P = 0.1 p.u.MW/min and maxP∆ = 0.03 p.u.MW are applied. The convergence of 
the performance index is shown in Figure 3-8 (a). The optimal settings of VSC are: 
CT = [14.8804    37.3156     47.5501    2.9652] 
α = [3.3792     4.7826       4.4277      0.5580] 
The convergence of the performance index and the dynamics of the system are shown 
in Figure 3-8. Figure 3-8 (d) shows the robustness of the system under parameter 
variations. It is very clear that the proposed design is very robust. 
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Figure 3-8: (a) Convergence of performance index (b) Frequency deviation (c) 
Control effort (d) Robustness of the proposed design 
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(c) (d) 
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From the previous simulation results, the following can be concluded: 
a) The new optimal design method allows the design of VSC with improved 
dynamical behavior. Figures 3-5(b) and (c) of case I and Figure 3-8 (b) of case II 
shows this improvement.  
b) Smooth control effort was achieved. This is depicted in Figures 3-5 (d) and 3-8 (c). 
c) The system was robust for changes in its parameters. This is shown in Figures 3-
6(c)-(d) and 3-8(d). 
d) A robust VSC with both improved dynamic behavior and smooth control effort 
was designed with only the accessible states, Figure 3-7.  
d) The new proposed design allows the inclusion of nonlinearities into the model of 
the studied system. Both models of the studied cases of this section included 
nonlinearities. 
3.3 Two area Interconnected Power system areas 
In this section, application of the proposed VSC design to two area interconnected 
power system is investigated. Figure 3-9  [105] shows the model of the system. The 
model shown includes nonlinearities in the form of Generation rate constraint and 
governor dead band backlash. 
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Figure 3-9: Two area interconnected LFC system with nonlinearities 
 
3.3.1 The Proposed design of VSC applied to Two Interconnected LFC 
areas excluding nonlinearities 
In this part, nonlinearities in the form of governor dead band (DB in Figure 3-9) and 
generation rate constraint are excluded from the model. The parameters of the system 
used for this part are: 
Tp1=Tp2=20s Kp1=Kp2=120 Hz p.u. MW-1 
Tt1=Tt2=0.3s K1=K2=0.6 p.u. MW rad-1 
Tg1=Tg2=0.08s R1=R2=2.4 Hz p.u. MW-1 
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The above system is simulated for a load disturbance in area 1. As mentioned before, 
a disturbance in one area affects the others due to the interconnection between them. 
Different designs of VSC will be investigated and applied for the above system. 
3.3.1.1 Design of an optimal feedback gains with fixed switching surface 
controller 
The design of an optimal VSC for interconnected system is compared with that in 
 [17]. In  [17], pole placement and optimal control techniques were used to arrive at the 
optimal switching surface C. The feedback gains were chosen arbitrary. In this thesis, 
the feedback gains were selected using iterative heuristic algorithms. In this example, 
Particle swarm optimization is used to arrive at the optimal feedback gains. The 
interconnected system is simulated for a 0.03 p.u. disturbance in area 1. The 
switching surface value is given by  [17]: 
CT = 


−−−
−−−−
8735189284299330362044907500
9450031104355036106417324232
.......
.......   
The feedback gains used in  [17] are: 
1
1
29262926
14111411
=−=−==
=−=−==
ββαα
ββαα
 
and all other ijα  and ijβ = 0. 
Particle Swarm optimization is applied with the following settings: n = 15, maximum 
number of iterations = 500, wmax= 0.9, wmin = 0.4, and the maximum velocity constant 
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factor k = 0.1. Different objective functions were tested for the optimal design.  They 
are given below: 
J 1= dtPPP ggtie∫
∞
++++
0
2
2
2
1
22
2
2
1 ∆∆∆ω∆ω∆  
 
           (3-5)
J2 = dtu.u.P.P.P ggtie
2
2
2
1
0
2
2
2
1
22
2
2
1 10503030 ++++++∫
∞
∆∆∆∆ω∆ω∆                (3-6)
J3 = dtu.u.PP.tPtt ggtie
2
2
2
1
2
2
0
2
121 105070 ∆∆∆∆∆ω∆ω∆ ++++++∫
∞
 
 
           (3-7)
J1 : ensures internal stability of the interconnected systems. The various terms are 
equally scaled without including the control effort signal. 
J2 : includes scaled values of the deviation in the control signal. This will allow the 
design of VSC with reduced chattering in the control signal.  
J3: investigates minimizing the integral absolute time of some of the parameters of 
the interconnected systems. The IAET ensures that internal parameters of the LFC 
area go to the desired steady state value. Again, scaled values of the deviation in the 
control signals are included.  
The values of the optimum switching feedback gains for each objective function are 
given below.  
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a) Objective function J1:  
α1= 



000014242073390490505558073770540100000100001
37370941006826024500415500000010064000001
.    .       .    .    .    .    .    .    .
.    .      .    .    .                  .    .    .
 
b) Objective function J2:  
  α2 = 


3029021880017660031350000
0000000089470
.    .          .         .                            
                                                                      . 
 
c) Objective function J3: 
  α3 
= 


552033920258600456802215000028000000
3639007176042480552902217005530011100
.     .    .                  .    .        .    .
.                    .    .    .    .        .    .
 
 
Figure 3-10(a) shows the convergence of the different objective functions. Figure 3-
10(b)-(f) shows the dynamic response of the system for a 0.03 p.u. load disturbance 
in area 1. The results show that using objective function J1 gives the best dynamics 
for the system; this includes both reduced overshoot and faster settling of the 
parameters. However, this is on the expense of more fluctuations in the control signal, 
Figure 3-11. Objective function J2 provides the best compromise in terms of both 
improved dynamic behavior compared with the pole placement method and smooth 
control signal. 
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Figure 3-10: (a) Convergence of performance index (b)-(f) Dynamical behavior of the 
interconnected system for a 0.03 p.u. load disturbance in area 1 (... [17]) 
(a) (b) 
(c) (d) 
(e) (f) 
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Figure 3-11: (a) Control effort in area 1 (b) Control effort 2 
 
3.3.1.2 Design of an optimal switching vector values with fixed feedback gains 
controller 
 
The same system considered in section 3.3.1.1 is designed with VSC of arbitrarily 
chosen feedback gains. The switching vector was optimized using Tabu search 
algorithm. A Tabu list of size 7 was used for the simulation. The search process was 
terminated when there is no more improvement in the objective function value. The 
objective function used for search process is: 
dtu.u.PJ tie
2
2
2
1
2
0
2
2
2
1 1010 ∆∆∆ω∆ω∆ ++++= ∫
∞
 
 
                 (3-8)
This objective function satisfies the goal of LFC in damping oscillations of frequency 
deviation for both areas and maintaining a pre-specified value for tie line power. 
(a) (b) 
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Also, it includes a scaled value of the deviation in the control signals to reduce 
chattering. 
The feedback gains used are  [14]: 
α = 


100100000
000001001
 
The optimum switching surface found by Tabu search is given below: 
CT= 



427996093238757211672365614492013410877053594
235420933382771124403232456829986510011479788
.    .    .    .    .    .    .    .    .
.    .    .   -.   -.    .    .    .    .
 
The interconnected system was simulated for a 0.03 p.u. load disturbance in area 1. 
The convergence of the performance index and dynamic behavior of the system are 
shown in Figure 3-12. The results show an overall improved dynamic behavior in 
terms of settling time. However, the change in generated power of area 1 is of larger 
overshoot. The control signal of VSC with TS tuning exhibits less fluctuations in 
comparison with that of the pole placement designed VSC, Figure 3-13. 
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Figure 3-12: (a)-(e) Dynamic response of two area LFC system for 0.03 p.u. load 
disturbance in area 1 (f) Convergence of performance index value (… [17]) 
(e) 
(a) (b) 
(c) (d) 
(f) 
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Figure 3-13: (a) Control signal to area 1 (b) Control signal to area 2 
 
3.3.1.3 Design of a full switching surface and feedback gains controller 
In this section, we propose to design the whole VSC controller by iterative heuristic 
search method. Both switching feedback gains and switching vector values are 
optimally chosen. Different iterative heuristic search methods were used to find the 
optimum settings of the controller. First, PSO is used for two different objective 
functions and compared with pole placement and optimal control methods of  [17]. 
Secondly, the three heuristic iterative methods, GA, PSO, and TS, are compared with 
each other and with the optimal control and pole placement methods of  [17]. 
PSO is used to optimize the settings of the VSC with the following objective 
functions: 
dtu..u..PtttJ tie 212
0
11 1010 ∆∆∆ω∆ω∆ ++++= ∫
∞
 
 
           (3-9)
dtuuPtttJ tie 212
0
12 ∆∆∆ω∆ω∆ ++++= ∫
∞
 
  
            (3-10)
(b) (a) 
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The two objective functions include the absolute error of the parameters of the LFC 
areas multiplied by time. This product ensures that the oscillations in frequency and 
tie line power are damped out. However, the second objective function gives more 
importance for the deviation in the control signal. The settings of PSO are: n = 15, 
maximum number of iterations = 500, wmax= 0.9, wmin = 0.4, and the maximum 
velocity constant factor k = 0.1.  The switching vectors and feedback gains of the 
VSC controller are respectively: 
a) Objective function J1: 
C1T = 



9487199778992161928401501671146781604059051983
402788248635055419613070100000252141809400253315
.   .   .     .    .   .   .                 .
.    .     .      .    .   .   .    .    .
α1 = 



000016725056270161600733047340829300655060100
528606588000001031103701010340863202547052660
.    . .    .    .    .    .    .    . 
.    . .    .    .    .    .    .    .
 
b) Objective function J2: 
C2T = 



00025151020000025000025780566394105575900
00025084012970065215707571000002515711120942166317
.   .  .   .    .     .    .                          
.   .   .     .    .    .   .   .    .
α2 = 



54630000012279004984038050000403273059000
20420628304264081810692406121052730000001
.    .    .                 .    .    .    .    . 
.    .     .    .    .    .    .                  .
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Figure  3-14:  (a) Convergence of the objective functions (b)-(f) Dynamical behavior 
of the interconnected system following a disturbance of 0.03 p.u. in area 1 (…,--- 
 [17]) 
(f) 
(a) (b) 
(c) 
(e) 
(d) 
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The above design provides an improved overall dynamic behavior for the system in 
terms of under shoot for frequency deviation of area 1 and change in tie line power 
and in terms of reduced settling for the other parameters, Figure 3-14. Furthermore, 
by including a scaled value of the deviation of the control signal into the objective 
function, a smoother control signal can be obtained. This is shown in Figure 3-15. 
 
 
 
 
 
 
 
 
Figure 3-15: (a) Control signal 1 (b) Control signal 2 
 
The next step is to use all the iterative heuristics algorithms to tune the VSC 
controller applied to the interconnected system. Objective function J2 of this section 
is used for the design of VSC, since it shows the best performance. 
For the PSO, n = 15, maximum number of iterations = 500, wmax= 0.9, wmin = 0.4, 
and the maximum velocity constant factor k = 0.1 is used. For the GA, a crossover 
(a) 
 
(b) 
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rate = 1 and mutation rate =0.001 is used. A tabu list size of 7 and maximum of 300 
iterations is set for the Tabu search. The optimum settings of the VSC for each 
algorithm are given below: 
a) PSO : 
For completion, the switching vectors and feedback gains of the PSO design found 
before are given below: 
CT = 



00025151020000025000025780566394105575900
00025084012970065215707571000002515711120942166317
.   .  .   .    .     .    .                          
.   .   .     .    .    .   .   .    .
α = 



54630000012279004984038050000403273059000
20420628304264081810692406121052730000001
.    .    .                 .    .    .    .    . 
.    .     .    .    .    .    .                  .
 
b) TS : 
CT = 



86502304811186842311152198953861714335139823731750
3989211758275759905473789103232364501693111007817
.    .  .   .   .    .     .    .    . 
.    .    .     .    .    .   .    .    .
α = 



040300592009540270905307015440079101129070840
314906695083530692602947015860140808358087820
.     .    .    .    .    .    .    .    . 
.    .    .    .    .    .    .    .    . 
 
c) GA : 
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CT = 



39022388161483181544811590691292777936670786018952
49773438529862378832124021297248331227776351210
.   .  .   .    .      .    .    .    .  
.    .      .    .      .    .    .    .     .
α = 



190308062095480184203225028400232803228061120
126407398004520698208203090870104404830093310
.    .   .    .    .    .    .    .    . 
.    .    .    .    .    .    .    .    . 
 
Table 3-2 shows a comparison between the three algorithms in terms of time of 
execution and minimum value of objective value reached. For this problem, PSO was 
able to find the best minimum value in shortest time. 
Table 3-2: Comparison between the three algorithms for VSC design applied to 
interconnected LFC areas excluding nonlinearities 
 
Algorithm Computation time (Mins) Minimum value (J2) 
PSO 41.8759 1.9581 
TS 319.1559 2.0957 
GA 768.1168 2.1027 
 
Figure 3-16(a) shows the convergence of J2 for each algorithm. Figure 3-16(b)-(f) 
shows the dynamic response of the system for a 0.03 p.u. disturbance in area 1. The 
response of the system with the designed VSC for different algorithms is almost 
similar. The proposed design of VSC compared to other designs provides smaller 
under shoot for frequency deviation of area 1 and deviation of tie line power. It also 
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enhances the settling behavior of the change in generated power for both areas and 
settling time of the deviation of frequency for area 2. Figure 3-17 shows the control 
signal for both areas. The proposed VSC design provides a smooth control effort 
compared with optimal control and pole placement designs of VSC. The TS VSC 
design gave the smoothest control signal. 
The following can be concluded from the shown results: 
a- Heuristic iterative search algorithms can provide an efficient tool in tuning the 
VSC controller applied to interconnected LFC areas. Optimal settings of the 
controller can be achieved by choosing a proper objective function that 
reflects the goal of the designer. This is depicted in Figures 3-10, 3-12, 3-14, 
and 3-16. 
b- A smooth control signal can be achieved by the new design method. This is 
done by including a scaled version the deviation in the control effort into the 
objective function. This is shown in Figures 3-11, 3-13, 3-15, and 3-17. 
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Figure 3-16: (a) Convergence of performance index (b)-(f) Dynamic behavior of the 
system following a 0.03 p.u. disturbance in area 1 (…,--- [17]) 
(a) (b) 
(c) (d) 
(e) 
(f) 
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Figure 3-17: (a) Control effort 1 (b) Control effort 2 
 
3.3.2 Interconnected LFC areas with nonlinearities 
In this part, nonlinearities will be included into the LFC model. Our design method 
will be compared with the one proposed in  [105]. In  [105], a new Linear Quadratic 
Regulator (LQR) based on structured singular values (SSVs) was presented in 
designing a robust LFC for two area interconnected power systems. This method 
showed promising results compared with other design techniques reported in 
literature. Therefore, our proposed method is compared with it. The studied system is 
shown in Figure 3-9. First, for the purpose of comparison, the governor dead band 
(DB) will be excluded since it is not considered in  [105]. Later on, the effect of 
governor dead band will be incorporated. The values of the parameters used for the 
interconnected system are as follows: 
(a) (b) 
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Furthermore, the conventional integral controller will also be included in the 
comparison. The gains of the integral controller were of unity value in  [105]. To have 
a fair comparison, the optimum gains of the integral controller should be used. These 
optimum gains were found using PSO.  
The objective function used in the optimization process is: 
J = dtt..t...... 21
2
2
0
2
1 150150350350 ω∆ω∆ω∆ω∆ +++∫
∞
 
 
      (3-11)
The following are the optimum gains of the integral controller: 
K1= 0.5512 
K2= 0.0100 
3.3.2.1 Proposed Centralized VSC controller 
The control laws of equations 2-11 and 2-12 are used in this part. 
For the proposed design, the following objective functions are used: 
J1 = dtPt..tt.. tie∆ω∆ω∆ 50750
0
21 ++∫
∞
 
 
            (3-12)
J2 = dtuuPtie
2
2
2
1
22
2
0
2
1 ∆∆∆ω∆ω∆ ++++∫
∞
 
 
            (3-13)
TP1=Tp2=20s Kp1=Kp2=120 Hz p.u. MW-1 
Tt1=Tt2=0.3s K1=K2=1 p.u. MW rad-1 
Tg1=Tg2 = 0.08s R1=R2=2.4 Hz p.u. MW-1 
B1=B2= 0.425 p.u.MW/Hz T12=0.545 p.u. MW 
a12 = -1 GRC (Generation rate constraint)= 0.015 
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The first objective function emphasizes on improving the dynamical behavior of the 
LFC system. This was done by including the absolute error time of the internal 
parameters of the LFC system into the objective function. On the other hand, the 
second objective function includes the deviation of the control effort to reduce the 
chattering in the signal. The three heuristic iterative methods, namely PSO, TS, and 
GA, are used. The results of each method are as follows. 
 
a) Particle swarm optimization: 
The settings used are: n = 15, maximum number of iterations = 500, wmax= 0.9, wmin 
= 0.4, and the maximum velocity constant factor k = 0.1. The optimum switching 
vector values and feedback gains are given below: 
i) Objective function J1 : 
C1T = 



7206188677500003064421706641361982344303420717064212
0000399794000030000385971792032485524063813000030
.    .    .   .     .   .   .    .   .
.    -.    .   -.   -.   .    .    .   .
α1 = 



892650010067528548354026586951001000010000100
275217885400100480024638700100562040010037573
.    .     .    .    .    .    .    .    . 
.    .     .    .    .    .    .    .     .  
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ii) Objective function J2 : 
C2T = 



2385220614120492400222358723837728040212943540913
000030177779074134494657752453931665201481023528217
.   .     .   .    .   .   -.       .  .
.   .    .   .    .   .     .    .   .
 α2 = 



000090000916420151508002599988001000000900100
817123556488915001003586101515001000697035945
.    .    .    .    .    .    .    .    .
.    .    .    .    .    .    .     .    .
 
The system is simulated for a 0.01 p.u. load disturbance in area 1. The convergence 
of the objective functions and dynamic response of the interconnected system are 
shown in Figure 3-18(a)-(d). 
The first objective function, J1, allows the design of a VSC controller with improved 
dynamic behaviour, as seen in Figure 3-18 (b)-(d). This is on the expense of increased 
fluctuations in the control signal, Figure 3-18(e)-(f). Including the deviation of the 
control effort into the objective function, J2, reduced dramatically the chattering in 
the control signal, Figure 3-18(e) and (f). This reduction in the chattering was on the 
price of degradation in the dynamic behaviour of the controller.  
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Figure 3-18: (a) Convergence of objective functions (b)-(d)  Dynamic response of the 
system for a 0.01 p.u. load disturbance in area 1 (e) Control signal 1 (f) Control signal 
2 
(a) (b) 
(c) 
(d) 
(e) (f)
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b) Tabu Search algorithm: 
 
Tabu search algorithm described in chapter 2 is applied in the design of a centralized 
VSC applied to two interconnected LFC areas. The optimal settings are given below: 
i) Objective function J1 : 
C1T = 



686333621028679429630369409030784915404187723
238260423085121379021297296356559812357336444
.     .     .    .     .    .    -.   -.     .-
.     .     -.    .    .   -.      .     .    .  
 α1 = 



771748025751382544522904421273527604475098006
831646938014910289006673404700330909762009643
.    .    .    .    .    .    .    .    .
.    .     .    .    .    .    .    .     .
 
For the same objective function, J1, the controller was designed with only accessible 
states fed back. These states are: 1ω∆  , 2ω∆ , 1gP∆ , 2gP∆ , and tieP∆ . The following 
settings were obtained: 
CT= 



7625197001415885270813010973
0167651126840021614031322840
.  -.   .   .    . -
.    .    .  -.   .
 
α = 



0572476460009010047378853
0575006680003502036065150
.    .    .    .    .
.    .    .    .    .
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ii) Objective function J2 : 
C2T = 



 .     .   .       .    .    .    .       .     . 
.      .     .    .    .   .    .    .    . 
52541295951336572383051160605925202233873471614
7144923538035061113407481008261238355946612758411
 α2 = 



451011147010740014105320036500569004326003201
830504152012791075500102001470041402571037201
.       .      .     .    .    .    .     .    .
.       .     .     .    .    .     .     .    .
 
The convergence of the performance indices and system response to a 0.01 p.u. load 
disturbance in area 1 are shown in Figure 3-19. Objective function J1 gave the best 
dynamic response both in terms of undershoot and settling time. Again, this was on 
the expense of more chattering in the control signal. J2, which includes the squared 
value of the deviation in the control signals, provides a smooth control signal but with 
degradation in the dynamic behavior of the system. Furthermore, the robustness of 
the proposed design is tested by varying the parameters of the system by 25 % in Tg, 
Tt, and  Kp of both areas. This is illustrated in Figure 3-20. It can be seen that the 
proposed TS VSC controller is almost insensitive to variations in the parameters of 
the system. 
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Figure 3-19: (a) Convergence of objective functions (b)-(d) Dynamic behavior when 
subjected to a 0.01 p.u. load disturbance in area1 (e)-(f) Frequency deviation: 
Accessible states VSC (g) Control effort 1 (h) Control effort 2 
 
(a)  
(c) 
(d) 
(g) (h) 
(e) 
(b) 
(f) 
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Figure 3-20: (a) Frequency deviation in area 1 (b) Frequency deviation in area 2 for a 
25% change in Tg, Tt, and Kp of both areas 
 
c) Genetic Algorithms: 
 
The optimal settings of the VSC applied to the same interconnected two areas LFC 
are then obtained by GA. The optimal settings are given below:  
i) Objective function J1: 
C1T = 



  .  .    .    .   .   .   .    .    .
.   .    .     .   -.   .   .    .   .
3109221209176712256820203914180380150573417196846711
1284148555720287254092781948912390564894514062017
 α1 = 



  6.  .    .    .    .    .    .    .    .
 .  .    .    .    .    .    .    .    .
80909606563263726008998850060390912132051442
455773243108725444102300381365576910484457513
 
ii) Objective function J2: 
C2T = 



637608925261126261770932820523168227892412631323
94391574461596502041448489317991929937110515715155929
.   .   .   -.   -.   -.   .    .    .
.   .   .   .    .   .   .   .   .
 
 
(a) (b) 
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α2 = 



523232269470960864660902783742012100643404544
001002820182015001000010000100017500010041642
.  .    .    .    .    .    .    .    .
.  .    .    .    .    .    .    .    .
 
Figure 3-21 shows the results of the application of VSC designed by GA for 
controlling the disturbances of the two interconnected areas. Figure 3-21 (a) shows 
the convergence of the performance indices. Figure 3-21 (b)-(d) shows the dynamic 
response of the system for a 0.01 p.u. load disturbance in area 1. The use of objective 
function J1 in finding the optimum switching vector and feedback gains of the VSC, 
improved the response of the system in comparison with optimal integral control and 
LQR design methods  [105]. However, more chattering is noticed in the control 
signal. On the other hand, objective function J2 reduces dramatically the chattering in 
the control signals, Figure 3-21(e) and (f). This enhancement of the control signal is 
on the expense of some degradation in the dynamic behaviour of the system. A 
comparison between the computational time and the minimum value of J2 for the 
three algorithms applied in the VSC design for the two interconnected areas is shown 
in Table 3-3. In addition, a comparison between the dynamic behaviour of the system 
using the three optimization algorithms is shown in Figure 3-22 (a)-(c). It can be seen 
that the three algorithms provide almost similar dynamic behaviour. The PSO 
provides the best dynamic response for frequency deviation in area 1 and tie line 
power, Figure 3-22 (a) and (c). TS out performs the other algorithms in the dynamic 
response for frequency deviation in area2, Figure 3-22 (b).  
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Figure 3-21: (a) Convergence of performance index (b)-(d) Dynamic response of the 
after a 0.01 p.u. load disturbance (e) Control 1 (f) Control 2 
 
 
(a) (b) 
(d) 
(e) (f) 
(c) 
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Figure 3-22: (a)-(c) Comparison between the dynamical behavior of the system 
designed with different heuristic algorithms. Objective function, J1, is considered in 
this case 
 
Table 3-3: Comparison of the three algorithms for VSC design applied to two 
interconnected LFC areas with nonlinearities 
Algorithm Computation time (Mins) Minimum value (J2) 
PSO 29.6608 0.0596 
TS 129.2050 0.0385 
GA 301.7208 0.0488 
(a) (b) 
(c) 
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From the results of this section, the following can be concluded: 
1- The iterative heuristic optimization algorithms can provide optimal settings for the 
variable structure controllers of interconnected two areas LFC systems that include 
nonlinearities. With these controllers, the dynamic behavior is improved. This is clear 
from Figures 3-18 (b)-(d), 3-19 (b)-(d), and 3-21 (b)-(d). This improvement was also 
achieved even with only the accessible states fedback, Figure 3-19 (e) and (f). 
 2- The chattering in the control signal can be reduced significantly by the inclusion 
of the deviation of the control effort in the objective function of the search process. 
This is also depicted in Figures 3-18 (e)-(f), 3-19 (g)-(h), and 3-21 (e)-(f). However, 
this causes acceptable degradation in the dynamic behavior of the system. 
It is worth mentioning that it is desirable to obtain a VSC that will improve the 
dynamic behavior of the system and, at the same time, have a smooth control signal. 
This encouraged the exploration of other methods to improve the behavior of the 
VSC in the coming sections. 
3.3.2.2 Proposed VSC controller with scaled feedback gains 
In order to reduce the chattering and, at the same time, maintain an improved 
dynamic behavior, the following criteria for the feedback gains is proposed: 
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For the optimum values of feedback gains and switching vector values: 
  if  
                   J∆ < ε  
then     
                  αα .mnew =        
where 
                    0 < m < 1 
and is selected by empirical trial and error procedure.  
J = Objective function being minimized; For example   ∫ dt2ω∆  
ε  = a small constant  
α = Optimum switching feedback gain 
 
For demonstration purposes, this method is applied to the Tabu search design of 
section 3.3.2.1. The design proposed in section 3.3.2.1 showed an improved dynamic 
performance when using J1 as the objective function to be minimized. This 
improvement is on the expense of having high undesired chattering in the control 
signal u. Therefore, a tradeoff between the two objectives i.e. having improved 
dynamic performance and low chattering can be achieved by applying the proposed 
scaling method to the optimum feedback gains found in section 3.3.2.1 as follows: 
J = dtPtie
2
0
2
2
2
1 ∆ω∆ω∆ ++∫
∞
  
 
         (3-14)
ε =1 x 10-9 
The scaling factors are: 
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m1 (scaling factors for the first row of the feedback gains) =  
[0.005  0.3  0.2   0.2   0.01  0.01   0.2   0.05   0.01] 
m2 (scaling factors for the second row of the feedback gains) =  
[0.001 0.012  0.05  0.031  0.001  0.001  0.001  0.001  0.001] 
The effect of this scaling on the dynamics of the system and control signal is shown 
in Figure 3-23. Figure 3-23(a) shows the convergence of the objective function and 
the time at which scaling of the feedback gains takes place. It can be seen that the 
system dynamics performance is very much satisfactory with an elimination of the 
control signal chattering after a certain time. 
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Figure 3-23: Scaled feedback gains design: (a) Convergence of the performance 
index (b)-(d) Dynamical behavior of the system after a 0.01 p.u. load disturbance; 
comparison of different designs (e) Control signals for area 1 (f) Control signals for 
area 2 
(e) 
(a) (b) 
(c) (d) 
(f) 
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3.3.2.3 Proposed Decentralized VSC controller 
 
Figure 3-24 illustrates the idea of using decentralized VSC for each area. Xi 
represents the internal states of the ith area. Ui is the supplementary control signal 
going to the ith area. 
The decentralized VSC is applied to the two area system of  [105]. PSO and TS were 
used in obtaining the optimal settings of the controller.  
 
 
 
 
 
Figure 3-24: Proposed decentralized VSC controllers applied to interconnected LFC 
areas 
 
The following objective function was used in optimizing the controller parameters: 
dtu.P......J tie
2
1
0
22
2
2
1 2010250250 ∆∆ω∆ω∆ +++= ∫∞            (3-15)
This objective function aims to reduce the oscillations in frequency deviation in all 
areas and reduce the deviation of tie line power. Furthermore, inclusion of the 
deviation in the control signal of area 1 into the objective function will reduce the 
chattering of the control effort. 
VSC 1 
Area 1 Area 2 
VSC 2
X1 U1 X2 U2 
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Xi = [ citi gii P P P ∆∆∆ω∆ ] 
Where 
tiP∆ - is output of the turbine of the ith area. 
ciP∆ - signal from the integral control of the ith area. 
The following are the optimal setting of the VSC found by each algorithm: 
 
a) Particle Swarm Optimization 
VSC for area 1 
C1T = [15.1186   17.0898    1.1822   22.6078] 
α1 = [10.0000    0.0010    0.0010    8.8155] 
VSC for area 2 
C2T = [17.7402   17.2089   16.4721    0.2903] 
α2 = [6.1308    4.3529    6.2699    0.0010] 
b) Tabu Search Algorithm : 
VSC for area 1 
C1T = [17.1758   14.2153    3.1950   22.1597] 
α1 = [7.4323    0.1771    0.0980    0.2550] 
VSC for area 2 
C2T = [18.4669   20.7982    9.8367   19.3742] 
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α2 = [5.2812    2.5351    9.5301    9.6993] 
Figure 3-25 shows dynamical behaviour of the two areas when selecting the 
decentralized VSC controller parameters by PSO and TS. The following can be 
concluded from the results of Figures 3-25 and 3-26: 
a-The decentralized VSC designed by iterative heuristic algorithms improves the 
dynamic response of the two area LFC system, Figure 3-25 (a)-(c).  
b- The control signal of the controller is smooth and the fluctuations are minimized, 
Figure 3-25 (e) and (f). 
c- The decentralized and centralized VSC designs for PSO show similar dynamical 
behavior in the frequency deviation of area 1. However, the decentralized VSC 
design using TS is slightly better than the centralized one in terms of reduced 
overshoot, Figure 3-26(a) and (b). 
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Figure 3-25: (a) Convergence of performance index (b)-(d) Dynamical behavior of 
the system with decentralized VSC (e) Control signal 1 (f) Control signal 2 
(a) (b) 
(c) (d) 
(e) (f) 
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Figure 3-26: (a) PSO: Comparison between centralized and decentralized VSC 
designs (b) TS: Comparison between centralized and decentralized VSC designs 
 
The following table shows a comparison between the proposed designs and LQR 
design of  [105].  
Table 3-4: Comparison between the performances of different controllers. The VSC 
controllers designed by TS are chosen for this comparison 
Performance 
index 
Parameter LQR Conventional 
VSC  
VSC: 
Scaled 
gains  
Decentralized 
VSC 
1ω∆  0.0178 0.0171 0.0173 0.0154 
2ω∆  0.0077 0.0054 0.0054 0.0069 
 
I.S.E 
tieP∆  0.0015 0.0014 0.0015 0.0013 
1ω∆  1.4157 1.1520 1.2867 0.8756 
2ω∆  1.4773 0.9420 1.0432 1.0728 
 
I.A.E.T 
tieP∆  0.5074 0.3893 0.5576 0.3625 
(a) (b) 
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From this table, it can be see that the proposed VSC designs improve the integral 
square error and the integral of the absolute time error (IAET) of frequency deviation 
and tie line power of a two area interconnected areas of an LFC system. The best 
overall performance is provided by the decentralized VSC. 
3.3.2.4 The effect of governor dead band on the design of decentralized VSC 
In the previous designs, the governor dead band backlash was not considered for the 
purpose of comparison with other design methods. A 0.06% dead band for the 
governor is a typical value  [106]. The dynamical effect of including this nonlinearity 
on the LQR design method ( [106],  [105]) is shown in Figure 3-27. 
 
 
 
 
 
 
Figure 3-27: The effect of governor dead band backlash on the dynamical behavior of 
the LQR design  [105] 
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As shown in Figure 3-27, the governor dead band causes more fluctuations in the 
frequency deviation of both areas. Therefore, a new setting is required for the VSC 
when governor dead band is considered. 
The same design method of section 3.3.2.3 with objective function J is applied to the 
two area LFC system with governor dead band of 0.06% in both areas and a 
generation rate constraint of 0.015. The optimal settings of the decentralized VSC 
found by TS are given below: 
VSC area 1 
C1T = [17.5910   14.1432    2.0868   16.1251] 
α1 = [4.8252    0.0941    0.7711    2.0783] 
VSC area 2 
C2T = [17.0478   22.8479    0.6071    0.0228] 
α2 = [6.6656    4.7574    7.7410    9.5594] 
The dynamical behaviour of the two area interconnected system under governor dead 
band and generation rate constraints is shown in Figure 3-28 when using the proposed 
VSC designed by TS method. The results show clearly that the proposed controller 
damps the frequency oscillations with a smooth control signal (effort). 
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Figure 3-28: (a) Convergence of performance index (b)-(d) Dynamic behavior of the 
interconnected system after a 0.01 load disturbance (e) and (f) Control signal for 
areas 1 and 2 
(a) 
(e) 
(f) 
(b) 
(c) (d) 
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3.4 Three area interconnected power systems: 
 
 
The schematic diagram of a three area interconnected load frequency control system 
is shown in Figure 3-29  [107]. It consists of two reheat turbine type thermal units and 
a hydro unit. Each area supplies its user region, and tie-lines allow electric power to 
flow between areas. Therefore, a load perturbation in one of the areas affects the 
output frequencies of other areas as well as the power flows on tie-lines. 
 
 
 
 
 
 
 
 
 
 
 
Figure 3-29: Schematic diagram of power system with three areas 
 
A detailed block diagram of the interconnected power system is shown in Figure 3-
30. The data of the system is given in Table 3-5 
 
 
 
 
 
 
Area 1 
Area 2 Area 3 
Reheat Thermal turbine 
Reheat Thermal 
turbine Hydro turbine 
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Figure 3-30: Three area interconnected LFC system 
 
The studied system includes a reheat stage in the steam turbines. Furthermore, a dead 
band of 0.06% is included in the governors of the thermal areas  [105]. In this 
example, the effect of the boiler at the thermal units is also considered. Figure 3-31 
shows a block diagram for representing the boiler dynamics  [108]. The long term 
dynamics of fuel and steam flow on boiler drum pressure are included. 
Representations for combustion controls are also considered. The model is basically 
for a drum type boiler. However, similar responses have been observed for once-
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through boilers and pressurized water reactors  [108]. The model can be used to study 
the responses of different types of boilers such as coal fired units with poorly tuned 
(oscillatory) combustion controls, coal fired units with well tuned controls and well 
tuned oil or gas fired units. In this study, a gas/oil fired unit is considered. In 
conventional steam units, the boiler controls respond with the necessary action upon 
sensing changes in steam flow and deviations in pressure due to the opening or 
closing of turbine steam valves following a variation in generation. Furthermore, a 
generation rate constraint of 0.0017 p.u. MW/s is applied for thermal units and 
4.5%/s for hydro units. The system is tested for a 0.01 p.u. load disturbance in area 1. 
 
 
 
 
 
 
 
 
 
 
 
Figure 3-31: Block diagram representing Boiler dynamics 
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The values of the parameters for the three area power system are given below in 
Table 3-5  [107]. 
 
Table 3-5: Data of the three area power system 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Kp 1,2 = 120 p.u. MW-1 , Kp3 = 80 p.u. MW-1 2πT12 = 2πT23 = 2πT31 = 0.545    
Tp 1,2 = 20 s ,Tp3 = 13 s Ki 1,2,3 = 0.001 
Tg 1,2 = 0.2 s  R1,2,3 = 2.4 Hz p.u. MW-1 
Tt 1,2 = 0.3 s Kr1,2 = 0.333 s 
B1,2,3 = 0.425 p.u.MW/Hz Tr1,2 = 10 s 
T1 = 48.7 s T2 = 0.513 s  T3 = 10 s  Tw = 1 s a12 =  a23 = a31 = -1  
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VSC controllers are designed for each area. The states used for the ith  VSC 
connected to the ith area are : Xi = [ citi gii P P P ∆∆∆ω∆   Pij∆ ]. Where j are the areas 
connected to ith area. PSO is utilized in the proposed design of VSC. The following 
objective function was optimized to guarantee minimizing the variations in frequency 
and tie line power between the areas: 
dtPtPtPttttJ 31231232
0
1 ∆∆∆ω∆ω∆ω∆ +++++= ∫
∞
 
 
      (3-16)
The following are settings of the controllers found by PSO : 
a) VSC area 1 : 
C1T = [11.3817    0    0.5672   17.0356   20.0   15.2477] 
α1 = [5.2801    4.2877    4.4212    3.3020]  (only area states) 
b) VSC area 2 : 
C2T = [1.7159    4.4657    7.9044    1.5243   14.9250         0] 
α2 = [4.1514    6.3526    6.6787    4.7101] 
c) VSC area 3 : 
C3T = [17.9764   12.1756   15.5068   14.1550   20.0000    4.8043] 
α3 = [0      0    9.3714    4.9867]   
The dynamical response of the system with the designed VSC to a 0.01 p.u. 
disturbance in area 1 is shown in Figure 3-32. 
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Figure 3-32: (a) Convergence of objective function (b) Frequency deviation area 1 (c) 
Frequency deviation area 2 (d) Frequency deviation area 3 (e)-(g) Tie line power 
between: (e) areas 1 and 2 (f) areas 2 and 3 (g) areas 3 and 1 
(a) (b) 
(c) (d) 
 
(e) (f) (g) 
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It can be seen that the designed VSC was able to damp oscillations of the local 
frequency deviations of each area and the tie line power between the areas efficiently. 
The fluctuations in the parameters of the systems are mainly due to the nonlinearities 
present in the system. In  [107], the system was equipped with SMES unit in each area 
to reduce these fluctuations in the signal. The time scale used for their simulation was 
in iterations.  
 
 
Concluding remarks 
 
 
The VSC designed by iterative heuristic optimization algorithms was applied to 
single area and interconnected LFC areas. The proposed VSC was effective in 
damping out the frequency oscillations of the system. The effect of nonlinearities in 
the form of generation rate constraint and governor dead band was also included in 
the studied models. The proposed VSC method proved to be efficient and reliable in 
improving the dynamical behavior of the studied systems. 
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CHAPTER 4 
 
POWER SYSTEM STABILITY OF SINGLE MACHINE 
 
4.1 Introduction 
Power systems are usually equipped with power system stabilizers (PSS) to damp out 
low frequency oscillations. These oscillations are mainly caused by disturbances in 
the system. Various approaches were proposed for the design of PSS that include 
optimal control  [109], classical control theory  [110], adaptive control  [111], and 
variable structure control  [112] and intelligent control  [113]. The power systems are 
usually nonlinear. The conventional method of design involves linearizing the model 
of synchronous machine around a suitable operation point and then linear control 
theory is used in designing a fixed parameter conventional PSS.  Therefore some 
authors suggested using adaptive control methods ( [114],  [115]). In this chapter, VSC 
designed by iterative heuristics is applied to the famous linearized single machine 
model and compared with conventional PSS (CPSS). Furthermore, a nonlinear model 
of synchronous machine  [116] was studied and a VSC was designed for it. In 
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conventional design methods, nonlinear transformation techniques are used before 
linear system theory is applied to the system. The new design method utilizing 
iterative heuristic optimization techniques provides a simpler and more systematic 
method with no need for complex transformations. The proposed VSC design allows 
the direct application of the VSC controller to the nonlinear model. 
4.2 Comparison with Conventional PSS 
In this section, the proposed VSC design will be compared with the conventional PSS 
design of  [26]. PSO and TS are utilized in finding the optimum settings of the VSC 
controller applied to a single machine infinite bus system, Figure 4-1 (a). The 
linearized model is shown in Figure 4-1 (b).  
The data of the studied system is given below  [26]: 
Generator M = 9.26  do,T =7.76 D = 0 xd = 0.973  
d
,x = 0.190  xq = 0.550 
Excitation KA = 50 TA = 0.05 
Line and Load R = -0.034 X = 0.997 G = 0.249 B = 0.262 
Initial state Pe = 1 Qe= 0.015 vt = 1.05 
Calculation of the K’s (K1-K6) of the linearized model can be found in Appendix A. 
Figure 4-1 (c) shows a block diagram of the conventional power system stabilizer. 
The values of the parameters of the CPSS are given below  [26]: 
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Kc=7.09, T = 3 s, T1 = 0.6851 s, T2 = 0.1 s.  
To find the optimal settings of the VSC using iterative heuristic algorithms, the 
following objective function is minimized: 
dt.t.J ∫
∞
=
0
ω∆                        (4-1) 
 
 
This objective function emphasizes on damping oscillations of the speed deviation 
using the absolute of the speed deviation multiplied by time. 
The states used in the VSC design are: X= [ )t(e )t(e  (t)  )t( fdq
, ∆∆δ∆ω∆ ]T. The 
system is simulated for a 0.01 p.u. increase in the mechanical input torque input. 
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Figure 4-1: (a) Single machine infinite bus power system  [26] (b) Linearized model 
(c) Conventional PSS 
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Tabu search with tabu list size of 7 and PSO with n = 15, maximum number of 
iterations = 500, wmax= 0.9, wmin = 0.4, and the maximum velocity constant factor k = 
0.1 are used. The optimal settings found by each algorithm are given below: 
a) For PSO design: 
α = [13.8750    7.6826] (only x1 and x2 are used for switching feedback gains) 
CT = [-40000 -272.7106   150   1] 
b) For TS design: 
α = [12.3653    9.8362] (only x1 and x2 are used for switching feedback gains) 
CT = [-45763    -324.1422   149.7396   1.0071] 
Figure 4-2 shows the dynamical response of the synchronous machine when applying 
the proposed design. Comparison is made with conventional PSS of  [26]. 
Furthermore, the robustness of the proposed design is investigated by varying the 
operating point (P and Q). A comparison between the minimum value of J and 
computation time for the two algorithms is shown in Table 4-1. 
Table 4-1: Comparison between the algorithms used in the proposed VSC design 
applied to a single machine infinite bus system 
 
 
 
Algorithm Computation Time (Mins.) Minimum value of J 
PSO 2.4210 0.0047 
TS 96.3233 0.0023 
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Figure 4-2: (a)-(b) Damping of frequency oscillation (c) Control signal (d) Frequency 
deviation of the system with the proposed VSC when operating point is changed for 
PSO design. Nominal operating point: P = 1 p.u. Q = 0.015 p.u. 
(d) 
 
(c) 
(a) (b) 
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From the above results the following can be concluded: 
1- The new VSC design improves the damping of oscillations after the system is 
subjected to sudden changes in its parameters, Figure 4-2(a) and (b). 
2- The controller shows robust behavior even when the operating point is changed, 
Figure 4-2(d). 
3- The only draw back of the proposed design is an increased fluctuation in the 
control signal, Figure 4-2(c). 
4- TS was able to provide a smaller value for J. However, this was on the expense of 
larger computation time. 
The third point can be solved by the following: 
1- Including a scaled value of the deviation of the control signal in the objective 
function as was done in previous problems and designs of this thesis. 
2- Scaling the feedback gains of VSC on convergence of the integral of the square 
error or the integral of the deviation in frequency. 
The second approach is adopted here where: for the optimum switching vector value 
and feedback gains found by the PSO method: 
  if  
                   J∆ < ε  
then     
                  αα .mnew =        
where 
                    0 < m < 1 
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where J is the objective function being minimized. ε  is a small number. For this 
example, and using the optimum settings of VSC found by PSO, the following values 
were chosen: m = 0.3 and ε= 1 x 10-13. The dynamical behaviour of the single 
machine infinite bus system when this approach is used for the controller design is 
shown in Figure 4-3.  The following can be concluded from the results: 
1- Scaling of the feedback gains caused negligible degradation in the performance of 
the VSC. This is clear from Figure 4-3 (a). 
2- The chattering in the control effort is almost eliminated by the proposed scaling 
method as seen in Figure 4-3 (b). 
In this way, both improvement in the performance of the VSC and smooth control 
signal is provided by the new method. 
In addition, the robustness of the controller under variation of the system operating 
point is investigated. Figure 4-3 (c) shows that the designed controller is almost 
insensitive to the change in operating point. 
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Figure 4-3: (a) Damping of frequency oscillations (b) Control signal (c) Robustness 
of the system with the proposed scaled gains VSC when operating point is varied. 
Nominal operating point: P=1 p.u. Q= 0.015 p.u. 
(c) 
(a) 
(b) 
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4.3 Comparison with other VSC methods 
In this section a comparison is made with the design method proposed by Lee et. al in 
 [117]. The proposed objective function optimized is given below: 
dtu.q.qJ 22
0
2
1 ∆ω∆ += ∫∞           (4-2)
This objective function includes the square of the deviation in frequency to damp out 
its oscillations. It also includes the square of the change in the control signal to reduce 
chattering. 
q1 = 1 x 104 and q2=1 were chosen for the design. The setting of the controllers given 
by different iterative heuristic optimization algorithms are given below: 
a) For GA : 
CT = [-9240.7 -11.2506 125 1] 
α = [2.9989  0.0109   0.0021   0.0711] 
b) For PSO : 
CT = [-20000   -1.7211  297.7160   2.2218] 
α = [3.2166         0    0.7602    0.0355] 
c) For TS : 
CT = [-1.9398x104  -4.5008   213.1303  3.5382] 
α = [1.7112    0.0206    0.0234    0.0648] 
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The parameters of the system used in this design  [117] are: K1 = 0.5698, K2 = 0.9709, 
K3 = 0.6584, K4 = 0.5233, K5 = -0.0500, K6 = 0.8454, M = 9.26, D = 0, do,T = 7.76, 
KA= 50, TA = 0.05. The system is subjected to a 0.01 p.u. increase in the input 
mechanical torque. Figure 4-4 shows that the proposed VSC design applied to single 
machine infinite bus improves the damping the oscillations in the frequency of the 
machine compared with the method proposed by Lee. Both reduced over shoot and 
faster settling of the frequency deviation can be seen in Figure 4-4(a). Furthermore, 
the fluctuations in the control signal are minimized. For the algorithms used, GA 
tuned VSC was able to provide the best dynamic response for the system. However, 
PSO tuned VSC had the smoothest control signal.  
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Figure 4-4: (a) Damping of frequency oscillations (b) Control effort 
 
4.4 Nonlinear model of the synchronous machine 
 
In  [116], a nonlinear model of a synchronous machine connected to an infinite bus is 
investigated. In order to design the VSC for this system, various nonlinear 
transformations were required before applying linear control theory to develop a 
 
(a) 
(b) 
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switched control law that drives the machine from an unstable state to a desired 
equilibrium point and maintain it there. The system studied is shown in Figure 4-5. 
To develop the mathematical model that describes the dominant dynamics of the 
nonlinear single machine, the following assumptions were made by the author: 
1) the voltage behind the transient reactance of the machine is constant 2) 
governor/turbine dynamics are represented by a slow first-order system 3) swing 
equations are used to describe the mechanical motion of the synchronous machine. 
 
 
 
 
 
 
 
 
 
 
 
 
Figure 4-5: Synchronous machine infinite bus power system 
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The dynamics of the system are described by the following equations: 
 
ωδ =.                (4-3)
 
[ ] ωωω .DKPPP
H dcacm
B
. −−−=
2
 
 
             (4-4) 
 
ddcdc I)IR)(cos(P −= β                (4-5)
 
)IR)(cos(L/I dc
.
d −= β1                (4-6)
 
vPP mm
. +−= α                (4-7)
 
where 
 
δ :  rotor angle of the machine in electrical radians relative to the center of mass. 
ω   : rotor angular velocity in radians per second with respect to synchronous speed. 
H : inertia constant in seconds. 
D  : damping coefficient in seconds-1. 
Pm : per unit mechanical power. 
Pac : per unit AC power. 
Pdc : per unit power stored in the converter. 
Bω = 377 rad/s  K= 1 
α : time constant of governor/turbine or mechanical power actuator 
v: the corresponding input 
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Id : Dc current through converter 
Rc : per unit commutating resistance 
X = Xd + Xt + Xl ,  Pac = (E1E2/X)sinδ    
The dynamic equations can be put into state form by the following definitions: 
x1= δ , x2 = Id , x3 =ω , x4 = Pm. The two control inputs are u1 = cos(β) and u2 = v.  
The state space model is given as follows: 
 
 
where 
 
k1 = L
Rc  , k2 = HX
EEwB
2
21  , k3 = H
Rw cB
2
    k4 = L
1
, k5 = H
wB
2
 
 
 
The parameters of the system are  [116]:  DC converter rated at 80 MW, 230KV 
system, Machine rating 800 MVA. On a 800 MVA base: X = 0.2 p.u., Rc = 0.3 p.u, L 
= 0.015 p.u, H = 7 s, D = 0.5 s-1, and  α = -0.1 s-1. This gives: k1 = 20, k2 = 
177.72857, k3 = 8.078571, k4 = 66.667, and k5 = 26.928571.   
The control objective in  [116] is to derive the machine from a perturbed state to a 
desired equilibrium point and maintain it there. This objective involves the following 
goals: 1) Operating the machine at the rated frequency, i.e. x3 must be zero at 
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                                 (4-8)
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equilibrium 2) keeping the dc current (x2) at zero 3) Delivering a specified amount of 
AC power to the bus and this defines a desired load angle γ of x1. The design 
procedure proposed in  [116] involves: 
1- Transforming the system state space model into a Luenberger canonical form. 
2- Construction of a suitable sliding surface. 
The first step is complicated and involves many manipulations.  
 
In the present work, iterative heuristic optimization algorithms in the following way: 
1- The control signals, u1 and u2 of state space equation 4-1, are of VSC type and are 
given as follows: 
X = [ω    Id    Pme   eδ   ] 
Pme= Pm – Pmdesired               (4-9)
γδδ −=e              (4-10)
111 x.u ψ−=              (4-11)
where 


<−
>=
0
0
11
11
1 x. if 
x. if 
1
1
σα
σαψ              (4-12)
and 
111 x.C=σ = 0             (4-13)  
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Also, 
u2 = X.T 2ψ−              (4-14)
where 
1,..,4j  
x if   
x if   
jj
jj
j =

<−
>=
0
0
22
22
2 σα
σαψ              (4-15)
and 
022 == X.C Tσ              (4-16)  
 
2- The optimum values of the VSC are found by an iterative heuristic algorithm. The 
following objective function is minimized: 
∫∞ ++=
0
222 dtPJ mee ωδ  
            (4-17)
The above objective function includes the square of the frequency deviation, the 
square of the error in angle, and the square of the error in mechanical power. By 
minimizing such an objective function the desired angle and mechanical power will 
be reached and the frequency deviation will be minimized and thus the control 
objectives will be satisfied. The system (4-1) was simulated with the following initial 
conditions  [116]: 
x1= 0.0522 ,  x2 = 0.1,    x3= 0.1,   x4 = 6.6sin(x1(0)) 
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The three heuristic (PSO, GA, and TS) algorithms were used to find the optimal 
settings of the controller. The settings of the VSC found by each algorithm are given 
below: 
a) For GA (cross over =1 Mutation = 0.001): 
C1T = -7.7146 
α1 = 1 
C2T = [15.9418   -3.1396   15.5786    7.3765] 
α2 = [4.0306    3.5430    5.0000    5.0000] 
b) PSO (n = 15 wmax= 0.9, wmin = 0.4, and the maximum velocity constant factor k 
= 0.1) 
C1T = 5.2149 
α1 = 1 
C2T = [12.6720   20.0000   12.5277    4.9987] 
α2 = [5.0000    5.6522    5.0000    5.0000] 
c) TS (tabu list size =7) 
C1T = 5.0987 
α1 = 0.9767 
C2T = [6.3733    7.4961    6.2283    5.5775] 
α2 = [4.4706    5.0689    4.9972    4.9997] 
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The dynamic behaviour of the system with the proposed VSC controller is shown in 
Figures 4-6, 4-7, and 4-8 for each algorithm respectively. A comparison between the 
minimum value of J and computation time for the three algorithms is shown in Table 
4-2. 
 
Table 4-2: Comparison between the three algorithms used in the proposed VSC 
design applied to a nonlinear model of a synchronous machine infinite bus system 
 
Algorithm Computation Time (Mins.) Minimum value of J 
GA 72.1765 9.3031 
PSO 6.8405 9.3045 
TS 74.7293 9.3067 
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Figure 4-6: GA design: (a) Performance of system with the proposed VSC (--without 
controller) (b) Convergence of performance index 
 
 
 
 (b) 
(a)
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Figure 4-7: PSO design (a) Dynamical performance of the system (--without 
controller) (b) Convergence of the performance index 
 
 
 
 
(a) 
(b) 
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Figure 4-8: TS design: (a) Dynamical behavior of the system and control signals (--
without controller) (b) Convergence of performance index 
 
 
(a) 
(b) 
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From the above results it can be concluded that the proposed design method of VSC 
can be applied successfully to nonlinear systems. The proposed method requires no 
nonlinear transformation or linearization of the model. Thus, a systematic simple way 
of designing VSC controller is achieved. The control objectives of minimizing the 
frequency deviation and following a desired angle were satisfied, Figures 4-6(a), 4-
7(a), and 4-8(a). Furthermore, the algorithms used for the design showed similar 
behavior. The GA algorithm was able to find the smallest value of the objective 
function. Compared with the results of the design method proposed  [116], the 
dynamical behavior of the method proposed is very similar in terms of both the 
overshoot and settling time. However, the proposed method is much simpler and does 
not require any nonlinear transformations to arrive at the optimal values for both 
switching vector and feedback gains. 
 
Concluding remarks 
 
 
The VSC designed by iterative heuristic optimization algorithms was applied to 
single machine systems. Both linear and nonlinear models of a synchronous machine 
connected to an infinite bus were studied. The proposed method was applied 
successfully to both.  
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CHAPTER 5 
 
 CONCLUSIONS AND FUTURE DIRECTIONS 
 
The design of suitable controllers for enhancing the dynamic performance of power 
systems is one of the most important subjects concerning power engineers. This 
thesis addressed the design of robust optimal variable structure controllers applied to 
important power system problems such as LFC of single, two, and three areas 
interconnected, and single machine infinite bus system. The new proposed design 
method utilizes iterative heuristic optimization algorithms to find the optimum 
switching vector and feed back gains of the VSC. The following can be considered as 
the contributions of this thesis: 
 
1- A new simple and systematic way of designing optimal variable structure 
controllers applied to power system dynamic problems is introduced in this thesis. 
The new method formulates the design of VSC as an optimization problem and uses 
iterative heuristic optimization algorithms in the design procedure. 
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2- Linear and nonlinear models of the investigated systems were considered. 
 
3- Reduction of the chattering in the control signal by two methods: 
a- Including a scaled value of the deviation of the control signal into the objective 
function of the optimization process. 
b- Scaling the feedback gains of the controller on convergence of the objective 
function. 
 
4- Enhancing the dynamic performance of power systems problems studied, namely 
the load frequency control problem and stability of a single machine connected to an 
infinite bus. The new method improved the dynamic behavior of the systems studied 
in comparison with other control and VSC methods reported in the literature. 
 
5- The proposed controllers were designed using either all states or only the 
accessible states of the system. The results obtained in the later case are very much 
promising while the complexity of the controller is highly reduced. 
 
6- The new method can incorporate nonlinearities with ease into the models being 
studied. This requires no coordinate or nonlinear transformations and hence 
simplifies the design procedure. 
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7- The robustness of the proposed controllers was investigated. It has been found that 
the three proposed controllers (PSO, GA, and TS) are almost insensitive to system 
parameters variations.  
 
Recommendations for future research directions 
 
The research in this subject can be further advanced in the following suggested 
directions: 
 
1- Adaptation of the feedback gains in accordance with the integral of square of error 
or objective function. This method might further reduce the chattering in the control 
signal. Fuzzy logic can be used for this purpose. But this adaptation might reduce the 
robustness of the controller. 
 
2- Using control laws different from the discontinuous law used in this thesis. Some 
of these laws are included in section 2.4 of this thesis. These control laws can further 
help in reducing the chattering in the control signal. 
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3- Combining VSC with other types of controllers in a way that might overcome 
some of the demerits of the VSC. 
4- Exploring other power systems problems. The problems investigated in this thesis 
are mainly that of load frequency control and stability of single machine connected to 
infinite bus. There are other numerous power system control problems on which the 
new proposed VSC can be applied. For example, the proposed VSC design can be 
applied to the stability of a multi-machine power system.  
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Appendix A 
Calculation of constants K1, K2, …., K6  [26] 
 
 
 
 
 
For the calculation of constant K1, K2,…, K6 of Figure 4-1(a), the armature current 
components id and iq must be known. Figure 4-1 (b) shows the one machine inifinite-
bus model of a power system with a synchronous generator SG, an armature current I, 
a terminal voltage vt, an infinite-bus voltage vo, a series transmission impedance Z, 
and a shunt load admittance Y. The armature current, terminal voltage, torque angle 
δ  defined as the angle between the infinite-bus voltage vo, and the internal voltage 
q
,e  can be written as follows: 
qd jiii += , qdt jvvv +=               (A-1)
                                   [Phasor vo] = ( )δδ cosjsinvo +  
where 
( )oq, v,e∠=δ               (A-2)
 
 
 
To simplify the calculations, the following constants and parameters are introduced: 
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1 + ZY =  C1 + jC2 
R1 = R - C2x’d      X1 = X + C1xq     R2 = R – C2xq   X2 = X+ C1x’d 
Ze2 = R1R2 + X1X2 
Yd = (C1X1 - C2R2)/Ze2     Yq = (C1R1  +  C2X2)/Ze2  
 
 
 
             (A-3)
From Figure 4-1 (a), the following can be written: 
i = Yvt + Z-1(vt – vo)    or    Zi = (1 + ZY)vt -  vo              (A-4)
The last equation can be separated into real and imaginary parts, the results can be 
written in matrix form in real numbers as follows: 


−




 −=




 −
δ
δ
cos
sin
v
v
v
CC
CC
i
i
RX
XR
o
q
d
q
d
13
21  
             (A-5)
Where 
XBRGC −+= 11 ,    RBXGC +=2             (A-5a) 
 
The magnitudes of vd and vq can be written as follows: 





 −−

=


q
d
d
,
q
q
,
q
d
i
i
x
x
e
v
v
0
0
1
0
 
             (A-6)
 
Substituting (A-6) into (A-5) and solving for id and iq gives: 
 





−−

=


δ
δ
cos
sin
RX
XR
Z
v
e
Y
Y
i
i
e
o
q
,
q
d
q
d
12
12
2  
             (A-7)
 
Linearization of (A-7) results in  
 
δ∆∆∆
∆


+

=


q
d
q
,
q
d
q
d
F
F
e
Y
Y
i
i
 
             (A-8)
 
Where Yd and Yq are given in (A-3), 
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



−=


o
o
e
o
q
d
sin
cos
RX
XR
Z
v
F
F
δ
δ
12
12
2  
             (A-9)
and oδ is the initial angle. 
Now, the constants Ks are calculated as follows: 
K1 and K2 from Electric Torque. The electric torque of a synchronous machine near 
the synchronous speed can be approximated by: 
qqddee viviPT +=≈  per unit            (A-10)
Substituting vd and vq from (A-6) into (A-10) yields: 
( ) qdd,qq,qe iixxeiT −+=             (A-11)
Substituting di∆  and qi∆ of (A-8) into the linearized results of (A-11) yields: 
q
,
e eKKT ∆δ∆∆ 21 +=             (A-12)
Where ( )( ) 



−+
−



+

=


do
,
dqqo
,
qo
,
dq
qd
qd
qo ixxe
ixx
YY
FF
iK
K 0
2
1  
           (A-13)
 
K3 and K4 from the field voltage equation. The field winding voltage equation can 
be written as follows (Linearized): 
( ) ( ) d,ddFD,q,do ixxEesT ∆∆∆ −−=+1             (A-14)
Substituting di∆ of (A-8) into (A-14) results in  ( ) [ ]δ∆∆∆ 4331 KEKeKsT FD,q,do −=+             (A-15)
Where 
 ( )[ ]d,dd Yxx/K −+= 113  ( ) d,dd FxxK −=4  
 
           (A-16)
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K5 and K6 from the terminal voltage magnitude. The magnitude of the generator 
terminal voltage can be expressed in terms of its d and q components as: 
222
qdt vvv +=           (A-17a) 
and the deviation as  
( ) ( ) qtoqodtodot vv/vvv/vv ∆∆∆ +=           (A-17b)
Substituting (A-8) into the linearized results of (A-6) and dv∆  and qv∆ thus obtained 
into (A-17b) gives 
,
qt eKKv ∆δ∆∆ 65 +=             (A-18)
Where 



−

+

=


todoq
toqo
,
d
qd
qd
toqo v/vx
v/vx
YY
FF
v/vK
K 0
6
5  
           (A-19)
 
In (A-19), Fd and Fq are given in (A-9) and Yd and Yq in (A-3). 
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